ELEVATED ALPHA SURFACE ACTIVITY ON PIER COMPONENTS

Issue: Elevated alpha activity has been reported on various pier components such as bollards, cleats,
and concrete with traces of weathered paint likely containing zinc. These pier components may need to
be remediated and disposed of as low-level radioactive waste (LLRW) if the current reference
background materials are used during the survey process. Note that this is an issue across all pier
locations at Hunters Point Naval Shipyard (NPNS), potentially including areas where radiological free
release has already been granted by the regulatory authorities.

Background: During surface contamination surveys of various ship berths located in Parcel C, Tetra Tech
EC, Inc. {TtEC) identified locations with elevated alpha readings in the range of 100 disintegrations per
minute (dpm)/100 square centimeters (cm?) to 400 dpm/100 cm®. These areas of elevated activity
include concrete surfaces on the ship berths as well as metallic components such as bollards and cleats
that are or were covered with yellow paint. Following discussions with the Navy and BRAC, TtEC agreed
to collect a composite sample of the yellow paint from 10 metal bollards with elevated alpha activity on
the North Pier. A second sample of concrete was collected from the location with the highest alpha
activity. Both of these samples were analyzed by alpha spectroscopy for a suite of alpha emitting
radionuclides of concern. The analytical results are provided in Attachment 1.

The results did not identify any elevated alpha emitting radionuclides of concern above background
concentrations, either in the paint or the concrete. To rule out readings caused by radon during
temperature inversions, areas with elevated surface activity were surveyed over several days with
differing temperatures and wind conditions. Loose surface contamination swipes failed to indicate any
removable alpha surface activity, while fixed surface activity remained stable.

Research: The Fort Monroe Historical Site Assessment of March 30, 2012 (Attachment 2) documents a
similar issue in which yellow painted pier items such as bollards and cleats demonstrated elevated alpha
surface activity measurements. TtEC conducted a number of surveys on pier components off-site of
HPNS, such as Herrons Head Park, the Pier 50 repair facility, and the USS Cape Hudson, and obtained
similarly elevated alpha surface contamination levels in the 150 to 200 dpm/100 cm” range on various
components such as bollards and mooring cleats. These survey data demonstrated that the elevated
surface alpha activity phenomenon is not associated with radioactive contamination, as the locations
are not associated with any use of radium paint or decontamination as shown in Attachment 3.

Further research is provided by accessing: http://www.compositesworld.com/articles/static-charge-

protection. The research indicates that static charge from wind may lead to increased alpha surface
activity readings. Static charge is imparted to a material through friction. An ungrounded bollard can
become charged simply by wind passing over it. Static charge is routinely discharged in air at sea level,
which is slightly conductive, and also in air with higher humidity.

The build-up of charge on a structure creates a voltage potential that increases with the amount of
charge. Eventually, the difference in charge between the air and the structure becomes so great that the
need to discharge the voltage potential takes over, resulting in a mass "dumping" of the excess charge
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into the atmosphere. This charge can be registered on the survey instrument as alpha counts. This
behavior has been demonstrated on Geiger Muller instruments as documented in the Health Physics
Society “Ask the Expert” question and answer number 10421.

TtEC performed the static measurements on bollards and concrete with a National Institute of Standards
and Technology-traceable surface DC volt meter from Alpha Labs Inc. (serial number 1434), which was
calibrated April 29, 2013. The results showed the highest static charge on bollards with similarly
elevated alpha static readings and slightly lower readings on weathered paint, with lowest readings on

bare concrete with low alpha activity static readings.

Another possibility is that the build-up of charge may attract radon daughter products, specifically
polonium-210 (Po-210), from naturally occurring radon. Further discussion on this phenomenon can be
found in Section 8.3 of Decommissioning Health Physics: A Handbook for MARSSIM Users by EW.
Abelquist. This section describes the plate-out of Po-210 on outdoor metal structures, which has been
confirmed at Rocky Flats, Mound Laboratories and the K-25 site in Oak Ridge, Tennessee. The Po-210
deposition is readily observable primarily on galvanized metal surfaces or metal that is rusty, oxidized, or
weathered and is possibly due to a chemical phenomenon such as static charge.

A further possibility is a combination of both the excess charge release from an item and the build-up of
radon daughter products. However, because the elevated alpha surface activity can be observed at
locations other than HPNS, it follows that the phenomenon is not associated with radicactive

contamination.

Discussion: The Historical Radiological Assessment determined that the ship berths at HPNS were
radiologically impacted primarily as the result of Operation Crossroads decontamination efforts and
secondarily due to the possibility of radium devices existing in the area. Alpha spectroscopy results do
not indicate any significant concentrations of plutonium-239 or uranium-235 on the concrete or the
paint that was sampled. Additionally, as there is no associated elevated beta surface activity, which
would be likely from fission products such as cesium-137 and strontium-90, the data indicate that it is
highly unlikely that the elevated alpha surface activity is from fission product contamination.
Furthermore, alpha spectroscopy results did not identify elevated concentrations of radium-226, either
from the paint chips or the concrete. Additionally, the surface alpha activity for each area is relatively
uniform, i.e., there are no areas with significantly more elevated activity than others, which would be

indicative of contamination.

Also, note that only specific types of surfaces (metallic surfaces or areas with traces of paint) exhibited
elevated alpha activity readings, and that adjacent surfaces did not exhibit elevated surface alpha
activity. This was observed both on HPNS pier components and on off-site non-radiologically impacted
components. Typically, radioactive contamination is not tightly confined to certain materials without

spreading to adjoining areas and materials.

As similarly elevated alpha surface activity has been documented in non-HPNS areas including adjacent
non-HPNS piers, as well as at Fort Monroe, Virginia, it appears that this phenomenon is not directly
related to radioactive contamination. It is likely the result of a paint component or a physical
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phenomenon such as static charge build-up from wind. As such, it is imperative that an appropriate
background be obtained from materials in similar conditions to minimize the false classification of
materials as LLRW. As Drydock No. 2 was not used for Operation Crossroads decontamination activities,
and similar materials such as bollards, cleats, and yellow-painted concrete are available, these materials

are a viable option for use as reference background materials.

Recommendation: Use items such as bollards, cleats, and concrete with yellow paint in a non-impacted
area as reference background materials for surveying the ship berths. These items should be similar in
age and construction, and in similar physical locations that account for physical processes that may

affect alpha surface activity surveys.
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ATTACHMENT 1
ANALYTICAL RESULTS
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TestAmerica St. Louis

Case Narrative
LOT NUMBER: F3C210435

This report contains the analytical results for the two samples received under chain of custody by
TestAmerica St. Louis on March 20, 2013. These samples are associated with your HPS 40440002
project.

The analytical results included in this report meet all applicable quality control procedure
requirements except as noted on the following page.

The test results in this report meet all NELAP requirements for parameters in which accreditations
are held by TestAmerica St. Louis. Any exceptions to NELAP requirements are noted in the case
narrative. TestAmerica St. Louis’ Florida certification number is E87689. The case narrative is
an integral part of this report.

This report shall not be reproduced, except in full, without the written approval of the laboratory.

RPD and RER results that are outside QC limits for non-detected analytes are statistically invalid.
Non-detect results were duplicated, and the RPD/RER can be ignored.

Sample receiving issues are noted on the CUR form and written communications pertaining to these
issues are included in the CoC section of the report.

All chemical analysis results are based upon sample as received, wet weight, unless noted otherwise.
Ra-226 analysis by gamma spectroscopy is performed on an as-received basis unless sample
containers were received cracked or broken, Analysis parameters for cracked or broken samples will
be listed in the narrative. Client has provided the date that samples were placed into the geometry.
This date has been used as the prep date, and the 21 day in-growth completion has been calculated
from that date.

Ra-226 results analyzed by method EPA 901.1 MOD were calculated and reported from the 46.09
percent abundant 609.31 KeV line of Bi-214.

Observations/Nonconformances

Reference the chain of custody and condition upon receipt report for any variations on receipt
conditions and temperature of samples on receipt.

20f14 F3C210435
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TestAmerica St. Louis

Radium 226 by Alpha Spectroscopy (STL-RC-0226)

The LCS recovery for Radium 226 is outside the upper QC limit, indicating a potential positive bias for
that analyte. This analyte was not observed above the reporting limit in the associated samples;
therefore, the sample data was not adversely affected by this excursion.

Affected Samples:
F3C210435 (1): 02ANPR-1113
F3C210435 (2): 02ANPR-1158

Neptunium by Alpha Spectroscopy (EML A-01-R MOD)

The LCS tracer recovery is outside acceptance limits. LCS spike recoveries are within QC limits
demonstrating acceptable sample preparation and instrument performance. There is an apparent
anomaly in the sample preparation, isolated to the L.CS and not indicative of the batch.

Affected Samples:

F3C210435 (1): 02ANPR-1113

F3C210435 (2): 02ANPR-1158

There were no nonconformances or observations noted with any analysis on this lot,

3o0f14 F3C210435
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TestAmerica St. Louis

PREPARATION
METHOD

METHODS SUMMARY
F3C210435

ANALYTICAL
PARAMETER METHOD
Americium24l1, Curium243/24 4 by Alpha Spectroscopy EML A-01-R MOD
Isotopic Plutonium by Alpha Spectroscopy EML A-01-R
Isotopic Thorium by Alpha Spectroscopy EML A-01-R MOD
Isotopic Uranium by Alpha Spectroscopy EML A-01-R MOD
Neptunium by Alpha Spectroscopy EML A-01-R MOD
Radium 226 by Alpha Spectroscopy STL STL-RC-0226
References:
EML "ENVIRONMENTAL MEASUREMENTS LABORATORY PROCEDURES MANUAL"

HASL~300 28TH EDITION, VOLUME I and II DEPARTMENT OF ENERGY

STL TestAmerica St. Louls Facility Standard Operating Procedure.

40f14
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TestAmerica St. Louis

SAMPLE SUMMARY

F3C210435

SAMPLED SAMP
WO # SAMPLE{# CLIENT SAMPLE ID DATE TIME

MOFDH ool 02ANPR~-1113 02/22/13 09:30
MOFDJ 002 02ANPR-1158 03/13/13 08:45

NOTE(S) :

- The analytical results of the samples listed above are presented on the following pages.
- All calculations are performed before rounding to avoid round-off errors in calculated resulis.

- Results noted as "ND" were not detected at or above the stated limit.
- This report must not be reproduced, except in full, without the written approval of the laboratory,
- Results for the following parameters are never reported on a dry weight basis: color, corrosivity, density, flashpoint, ignitability, layers, odor,

paint filter test, pH, porosity pressure, reactivity, redox potential, specific gravity, spot tests, solids, solubility, temperature, viscosity, and weight.

5of14 F3C210435
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TestAmerica St. Louis

Tetra Tech EC, Inc.
Client Sample ID: 02ANPR-1113

Radiochemistry
Lab Sample ID: F3C210435-001 Date Collected: 02/22/13 0930
Work Order: MOFDH Date Received: 03/20/13 1330
Matrix: SOLID
Total
Uncert. Count Prep Analysis
Parameter Result Qual (2 o+/~) RL MDL e Pate Date
Radium 226 by Alpha Spectroscopy pCi/g Batch # 3084028 Yld % 56.
Radium 226 0.114 0.127 1.00 0.0553 180 03/25/13 03/28/13
Am241, Cm243/244 (SHORT CT) DOE A-0l1-R MOD pCi/g Batch # 3085011 Yld % 58.
Americium 241 0.0585 J 0.,0654 1.00 0.0230 180 03/26/13 03/27/13
ISO NEPTUNIUM (SHORT CT) DOE A-01-R MOD pCi/g Batch # 3085014 Yld % 96.
Neptunium 237 0.0187 U 0.0405 1.00 0.0323 180 03/26/13 03/27/13
Isc PLUTONIUM (SHORT CT) DOE A-01-R MOD pCi/g Batch # 3085012 ¥ld % 92.
Plutonium 238 -0.00250 U 0.0312 1.00 0.0349 180 03/26/13 03/27/13
Plutonium 239/40 0.0770 J 0.0613 1.00 0.0267 180 03/26/13 03/27/13
Iso URANIUM (SHORT CT) DOE A-Ql-R MOD pCi/g Batch # 3085013 Yld % 75,
Uranium 233/234 0.223 J 0.0531 1.00 0.0170 180 03/26/13 03/27/13
Uranium 235/236 0.0446 J 0.0258 1.00 0.0150 180 03/26/13 03/27/13
Uranium 238 0.196 J 0.0500 1.00 0.0208 180 03/26/13 03/27/13
Iso THORIUM (SHORT CT} DOE A~(0l~-R MOD pCi/g Batch # 3085015 Yld % 69.
Thorium 228 0.0408 U 0.0605 1.00 0.0416 180 03/26/13 03/28/13
Thorium 230 0.322 J 0.134 1.00 0.0186 180 03/26/13 03/28/13
Thorium 232 0.113 J 0.0788 1.00 0.0158 180 03/26/13 03/28/13
NOTE (S)
Data are incomplete without the case narrative.
Bold results are greater than the MDL.
J Result is greater than sample detection limit but less than stated reporting limit.
U Result is less than the sample detection limit.

The MDL is an estimate of the measured activity at which there is a 99% confidence that a given analyte is present
in a given sample matrix. This is functionally analogous to the "critical value" or the "limit of detection™.

Ra-226 results analyzed by EPA 901.1 MOD were calculated and reported from the 46.09 percent abundant 609.31 KeV
line of Bi-214.

6of14 F3C210435
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Tetra Tech EC,
Client Sample ID:

Inc.

TestAmerica St. Louis

02ANPR-1113 DUP

Radiochemistry

Lab Sample ID: F3C210435-001X

Date Ccllected:

02/22/13 0930

Work Order: MOFDH Date Received: 03/20/13 1330
Matrix: SOLID
Total
Unoert. Count Prep Analysis

Parameter Result Qual (2 o+/-) RL MDL Tima Date Date
Radium 226 by Alpha Spectroscopy pCi/g Batch # 3084028 Yld % 61.
Radium 226 0.0931 0.120 .00 L0577 180 03/25/13 03/28/13
Am241, Cm243/244 (SHORT CT) DOE A-01-R MOD pCi/g Batch # 3085011 Yld % 65.
Americium 241 0.0701 J 0.0721 .00 .0355 180 03/26/13 03/27/13
Iso PLUTONIUM (SHORT CT) DOE A~01-~R MOD pCi/g Batch # 3085012 Yld % 86.
Plutonium 238 ~0.00652 U 0.0330 .00 .0394 180 03/26/13 03/27/13
Plutonium 239/40 0.0255 J 0.0369 .00 .0182 180 03/26/13 03/27/13
Iso URANIUM (SHORT CT) DOE A-01-R MOD pCi/g Batch # 3085013 Yld % 79.
Uranium 233/234 0.341 J 0.0640 .00 0.0195 180 03/26/13 03/27/13
Uranium 235/236 0.0566 J 0.0318 .00 0.0314 180 03/26/13 03/27/13
Uranium 238 0.190 J 0.0483 .00 .0252 180 03/26/13 03/27/13
ISO NEPTUNIUM (SHORT CT) DOE A-01-R MOD pCi/g Batch # 3085014 Ylid % S0,
Neptunium 237 0.0529 J 0.0597 .00 .0398 180 03/26/13 03/27/13
Iso THORIUM (SHORT CT) DOE A-0l1-R MOD pCi/g Batch # 3085015 Yld % 77.
Thorium 228 0.0532 J 0.0594 1.00 0.0336 180 03/26/13 03/28/13
Thorium 230 0.279 J 0.118 1.00 0.0168 180 03/26/13 03/28/13
Thorium 232 0.0823 J 0.0626 .00 .0118 180 03/26/13 03/28/13

NOTE (S)

Data are incomplete without the case narrative.

Bold results are greater than the MDL.

J Result is greater than sample detection limit but less than stated reporting limit.

U Result is less than the sample detection limit.

l'he MDL is an estimate of the measured activity at which there is a 99% confidence that a given analyte is present

in a given sample matrix., This is functionally analogous to the Vecritical value" or the "limit of detection'.

Ra-226 results analyzed by EPA 801.1 MOD were calculated and reported from the 46.09 percent abundant 609.31 KeV

line of Bi-214.

70of14
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TestAmerica St. Louis

Tetra Tech EC, Inc.
Client Sample ID: 02ANPR-1158

Radiochemistry
Lab Sample ID: F3C210435-002 Date Collected: 03/13/13 0845
Work Order: MOEDJ Date Received: 03/20/13 1330
Matrix: SOLID
Total
Uncert. Count Prep Analysis
Paraneter Result Qual (2 ot/~) RIL MDL Tame Pate Date
Radium 226 by Alpha Spectroscopy pCi/g Batch # 3084028 Yld % 56.
Radium 226 0.518 0.235 1.00 0.0558 180 03/25/13 03/28/13
Am241, Cm243/244 (SHORT CT) DOE A-0Ll-R MOD pCi/g Batch # 3085011 Yld % 83.
Americium 241 0.0694 J 0.0696 1.00 0.0437 180 03/26/13 03/27/13
IS0 NEPTUNIUM (SHORT CT) DOE A-01-R MOD pCi/g Batch # 3085014 ¥ld % 93.
Neptunium 237 0.00127 U 0.0312 1.00 0.0324 180 03/26/13 03/27/13
Iso PLUTONIUM (SHORT CT) DOE A-01-R MOD pCi/g Batch # 3085012 Yld % 83.
Plutonium 238 0.0661 J 0.0542 1.00 0.0111 180 03/26/13 03/27/13
Plutonium 239/40 0.128 J 0.0774 1.00 0.0157 180 03/26/13 03/27/13
Iso URANIUM (SHORT CT) DOE A-0l-R MOD pCi/g Batch # 3085013 Yld % 80.
Uranium 233/234 0.232 J 0.0530 1.00 0.0198 180 03/26/13 03/27/13
Uranium 235/236 0.00882 U 0.0146 1.00 0.0201 180 03/26/13 03/27/13
Uranium 238 0.238 J 0.0542 1.00 0.0255 180 03/26/13 03/27/13
Iso THORIUM (SHORT CT) DOE A-01-R MOD pCi/g Batch # 3085015 Yld % 80.
Thorium 228 0.293 J 0.125 1.00 0.0456 180 03/26/13 03/27/13
Thorium 230 0.472 J 0.152 1.00 0.0161 180 03/26/13 03/27/13
Thorium 232 0.2901 J 0.120 1.00 0.0278 180 03/26/13 03/27/13
NOTE (S)
Data are incomplete without the case narrative.
Bold results are greater than the MDL,
J Result is greater than sample detection limit but less than stated reporting limit,
u Result is less than the sample detection limit,

fhe MDL is an estimate of the measured activity at which there is a 99% confidence that a given analyte is present
in a given sample matrix. This is functionally analogous to the "critical value" or the "limit of detection",

Ra~226 results analyzed by EPA 901l.1 MOD were calculated and reported from the 46.09 percent abundant 609.31 KeV
line of Bi-214,

8of14 F3C210435
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TestAmerica St. Louis

METHOD BLANK REPORT

Radiochemistry
Client Lot ID: F3C210435%
Matrix: SOLID
Total Lab Sample ID
Uncert. Count Prep Analysis
Parameter Result Qual (2 ot/-) RL MDL Time Date Pate
Am241, Cm243/244 (SHORT CT) DOE A-01-R pCi/g Batch # 3085011 Yld % 86. F3C260000~011RB
MOD
Americium 241 0.00262 U 0.0224 1.00 0.0211 180 03/26/13 03/27/13
Iso PLUTONIUM (SHORT CT) DOE A-01-R MOD pCi/g Batch # 3085012 Yld % 89. F3C260000~012B
Plutonium 238 0.00642 U 0.0213 1.00 0.0146 180 03/26/13 03/27/13
Plutonium 239/40 0.0206 J 0.0292 1.00 0.0104 180 03/26/13 03/27/13
Iso URANIUM (SHORT CT) DOE A-~01l~-R MOD pCi/g Batch # 3085013 Yld % 76. F3C260000~013B
Uranium 233/234 0.0352 J 0.0204 1.00 0.0118 180 03/26/13 03/27/13
Uranium 235/236 0.0146 U 0.0146 1.00 0.0147 180 03/26/13 03/27/13
Uranium 238 0.0234 J 0.0166 1.00 0.0118 180 03/26/13 03/27/13
IS0 NEPTUNIUM (SHORT CT) DOE A-01-~R MOD pCi/g Batch # 3085014 Yld & 96. F3C260000-014B
Neptunium 237 0.00828 U 0.0207 1.00 0.0103 180 03/26/13 03/27/13
Iso THORIUM (SHORT CT) DOE A-01-R MOD pCi/g Batch # 3085015 Yld % 81. F3C260000~015B
Thorium 228 0.00484 U 0.0233 1.00 0.0193 180 03/26/13 03/27/13
Thorium 230 0.0868 J 0.0633 1.00 0.0110 180 03/26/13 03/27/13
Thorium 232 0.0110 U 0.0220 1.00 0.0111 180 03/26/13 03/27/13
Radium 226 by Alpha Spectroscopy pCi/g Batch # 3084028 Yld % 49. F3C250000~-028R
Radium 226 0.00567 U 0.0697 1.00 0.0423 - 180 03/25/13 03/28/13
NOTE (S)
Data are incomplete without the case narrative.
Bold results are greater than the MDL
J Result is greater than sample detection limit but less than stated reporting limit.
U Result is less than the sample detection limit.

The MDL is an estimate of the measured activity at which there is a 99% confidence that a given analyte is present
in a given sample matrix. This is functionally analogous to the "critical value" or the "limit of detection'.

Ra-226 resugigqgnalyzed by EPA 901.1 MOD were calculated and reported from the 46.09 percent abundapyEOP43s Kev
line of Bi-214.
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TestAmerica St. Louis

Laboratory Control Sample Report
Radiochenistry
Client Lot ID: F3C210435
Matrix: SOLID
Total Lab Sample ID
Uncert. QC Control
Parameter Spike Amount Result (2 g+/-) MDL % ¥1d % Rec Limits
Radium 226 by Alpha Spectroscopy pCi/g STL-RC-0226 F3C250000~-028C
Radium 226 11.3 16.3 a 1.96 0.0386 51.1 144 a (70.0 - 130)
Batch #: 3084028 Analysis Date: 03/28/13
Am241, Cm243/244 (SHORT CT) DOE A~01-R pCi/g A-01~-R MOD F3Cc260000-011C
MOD
Americium 241 3.75 3.94 0.604 0.0196 81.9 105 (67.0 - 120)
Batch #: 3085011 Analysis Date: (03/27/13
Iso PLUTONIUM (SHORT CT) DOE A-01-R pCi/g A-01-R F3C260000~012C
MOD
Plutonium 238 5.51 5.62 0.690 0.0196 90.2 102 (80.0 - 127)
Plutonium 239/40 6.60 7.23 0.833 0.0160 90.2 109 (81.0 - 129)
Batch #: 3085012 Analysis Date: 03/27/13
Iso URANIUM (SHORT CT) DOE A-01-R MOD pCi/g A-01~R MOD F3C260000-013C
Uranium 233/234 6.53 5,95 0.371 0.0127 72.1 91.2 (84.0 - 120)
Uranium 238 6.78 6.46 0.394 0.0127 72.1 95.3 (82.0 - 122)
Batch §#: 3085013 Analysis Date: (03/27/13
IS0 NEPTUNIUM (SHORT CT) DOE A-0l1-R pCi/g A~-01-R MOD F3C260000~-014C
MOD
Neptunium 237 15.6 9.90 0.975 0.0114 146 63.6 (39.0 - 134)
Batch #: 3085014 Analysis Date: (03/27/13
Tzso THORIUM (SHORT CT) DOE A-01l-R MOD pCi/g A~01~R MOD F3C260000-015C
Thorium 230 24.5 27.0 2.80 0.0432 71.3 110 (81.0 ~ 118)
Batch #: 3085015 Analysis Date: (03/27/13

NOTE (S)

Calculations are performed before rounding to avoid round-off error in calculated results

a

Spiked analyte outside of stated QC limits.

The MDL is an estimate of the measured activity at which there is a 99% confidence that a given analyte is present

in a given sample matrix.

This is functionally analogous to the "critical value" or the "limit of detection".

435

Ra~226 res}gl%‘smanalyzed by EPA 901.1 MOD were calculated and reported from the 46.09 percent abundgg%\zggﬁiil KaV

line of Bi-214.
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TestAmerica St. Louis

DUPLICATE EVALUATION REPORT

Radiochemistry
Client Lot ID: F3C210435 Date Sampled: 02/22/13
Matrix: SOLID Date Receilved: (03/20/13
Total Total QC Sample ID
SAMPLE Uncert. DUPLICATE Unoexrt, .
Parameter Result (26 +/-) % Yld Result (2 5+/-) % vld Precisgion
Radium 226 by Alpha Spectroscopy pCi/g STL~RC~0226 F3C210435-001
Radium 226 0.114 0.127 56.2 0.0931 0.120 61.7 20.0 %RED
Batch #: 3084028 (sample) 3084028 (Duplicate)
Am241, Cm243/244 (SHORT CT) DOE A-0l-R M pCi/g A-01~R MOD F3C210435-001
Americium 241 0.0585 J 0.0654 58.5 0.,0701 J 0.0721 65.4 18.0 SRPD
Batch #: 3085011 (Sample) 3085011 (Duplicate)
Iso PLUTONIUM (SHORT CT) DOE A-01~R MOD pCi/g A-01-R F3C210435-001
Plutonium 238 -0.00250 U 0.0312 92.2 ~0.00652U 0.0330 86.4 89.1 %RPD
Plutonium 239/40 0.0770 J 0.0613 92.2 0.025% J 0.0369 86.4 100 %RED
Batch #: 3085012 (Sample) 3085012 (Duplicate)
Iso URANIUM (SHORT CT) DOE A-01-R MOD pCi/g A~01-R MOD F3C210435-001
Uranium 233/234 0.223 J 0.0531 75.5 0.341 J 0.0640 79.1 41.8 $RPD
Uranium 235/236 0.0446 J 0.0258 75.5 0.0566 J 0.0318 79.1 23.6 SRPD
Uranium 238 0.196 J 0.0500 75.5 0.190 J 0.0483 79.1 2.93 SRED
Batch #: 3085013 (sample) 3085013 (Duplicate)
ISO NEPTUNIUM (SHORT CT) DOE A-01-R MOD pCi/g A-01-R MOD F3C210435-001
Neptunium 237 0.0187 u 0.0405 96.1 0.0529 J 0.0597 90.6 95.5 %RPD
Batoh #: 3085014 (Sample) 3085014 (Duplicate)
Iso THORIUM (SHORT CT) DOE A-01~R MOD pCi/g A-01-R MOD F3C210435-001
Thorium 228 0.0408 U 0.0605 69.2 0.0832 J 0.0594 77.9 26.3 SRPD
Thorium 230 0.322 J 0.134 69.2 0.279 J 0.118 77.9 14.1 %RPD
Thorium 232 0.113 J 0.0788 69.2 0.0823 J 0.0626 77.9 31.8 $RPD
Batch #: 3085015 (Sample) 3085015 (Duplicate)
NOTE (8)

Data are incomplete without the case narrative.
Calculations are performed before rounding to avoid round~off error in calculated results

J Result is greater than sample detection limit but less than stated reporting limit.

U Result is less than the sample detection limit.

Ra-226 resulitg; ppalyzed by EPA 901.1 MOD were calculated and reported from the 46.09 percent abundapyc638433 KeV
line of Bi-214.
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TestAmerica St. Louis

F3C210435 CLIENT ANALYSIS SUMMARY storage Loc: TETRA TECH

Date Recelved: 2013-03-20
Project Manager: EKS Quote #: 89190 sha Analytiosl Due b
nalytical Due Date: 2013-04-03
Project: CTO 2 HPS 40440002 Ry i Due D
eport Due Date: 2013-04-04
PO# 1059241-12 Report to:  Sabina Sudoko
Client 494696 Tetra Tech EC, Inc Report Type: X
ant atr (<] '
’ #SMPS In LOT: 2 EDD Code: 00
This project requires sompitance with the DOD QSM 3.0 Ploaso refor to cliont Memo #4 NO RAD SCREEN for asred gamma In 260mi sealed polys, T T
LOGIN ~ Ploase login shemistry and radlochemistry Into two separate lots, Change "X" to CTO #/Project ## WRITE LOT NUMBER ON ALL COCS !
***Business Days for TAT** Use 0,6 aliqot for RAD *gomment Ingrowth date if In the future 1
This projest requires 6020 metals unioss otherwlas noted, INFORM PM OF ANY TOTAL SR HIT Proceed with Sr-00 If grosa beta ls > 8,5 pOlL ;
—
SAMPLE # CLIENT SAMPLE ID Slte ID Client Matrix DATE/TIME SAMPLED WORKORDER A
1 02ANPR-1113 2013-02-22/ 930 MOFDH SOLID
SAMPLE COMMENTS:
XX zZv RAD SOLID, RAD RA IN-HOUSE RAD 01 STANDARD TEST SET PROT:B  WRK 06
SCREEN SCREEN SCREEN LOC
XX 2H EML  AO0IR SOLID, A-01-R MOD, Iso + J2  Extraction Chromatography - DQ RODQSMV3 PROTIR  WRK 08
] Sequential Actinides LOC
EML  A-04-R SOLID, A-01-R MOD, lso Extraction Chromatography - DOD QSM V3 PROT: WRK
XX 2l MOD U ! J2 Sequential Actinides ba R LOC 06
EML  A-01-R SOLID, A01-R MOD, * J Extraction Chromatography - DOD Q8M V3 PROT:R WRK
XX 2d MOD Am241 2 Sequential Actinides ba LoC 06
XX 2K EML  AQ1R SOLID, A-01-R MOD, lso ¢ J2  Extraction Chromatography - D@ PODQSMVE PROT:R WRK (8
MOD Th _Sequential Actinides LOC
EML  AO1-R SOLID, A-01-R MOD, ISO * Extraction Chromatography - pDQ DODQSMV3 PROT: WRK
XX 3K MOD NEPTUNIUM J2 Seguential Actinides Q R LOC 06
XX 61 STL  STLRC-  SOLID, STL-RC-0226, Radium * PR As Recelved, Diges), Procipltalion, Q4  STANDARD TEST SET PROT:R WRK (g
0226 226 by Alpha Separatlon LOC
SAMPLE # CLIENT SAMPLE ID ‘ Site [D Client Matrix DATETIME SAMPLED WORKORDER A
2 02ANPR-1158 : 2013-03-13/ 846 MOFDJ SOLID
SAMPLE COMMENTS:
v RAD SOLID, RAD A IN-HOUSE RAD STANDARD TEST SET PROT:B  WRK
XX z SCREEN SCREEN R BCREEN o1 LOC 08
XX 2H EML  AO1R SOLID, A-01-R MOD, Iso ® J2  Exiraction Chromatography - PG DODQSMV3 PROT:R  WRK (8
Pu Bequential Actinides LOC
EML  A-01-R SOLID, A-01-R MOD, |so * Exiraction Chromatography - DOD QSM V3 PROT:R  WRK
XX 2 MOD U \ J2 Sequentlal Actinides bQ LoG 06
EML  AO1R S0LID, A-01-R MOD, Extragtion Chromatography - DOD QSM V3 PROT:R WRK
XX 2J MOD Am241 J2 Sequential Actinides baQ LOC 08
XX 2K EML  AOR 8OLID, A-01-R MOD, Isov J2  Extraotion Chromatography - D@ PODQASMV3 PROT:R  WRK 06
MOD Th Sequential Actinides LOC
EML  A-O1-R SOLID, A-01-R MOD, 180 ¢ Extraction Chromatography - DODQASM V3 PROT:R WRK
XX 3K MOD NEPTUNIUM J2 8aquantial Actinides bQ LOC 06
XX 61 STL STL-RC- SOLID, STL-RC-0226, Radium » P As Racelved, Digest, Precipltation, 01 STANDARD TEST SET PROT!R WRK (08
0226 226 by Alpha Separalion LocC
TestAmerica - St. Louls Logged In by: DANIELSB 2013-03-21 13:20:45 printed on:  Friday, March 22, 2013 12:58 PM Page 1 of 1
12 of 14 F3C210435
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gl U1y
TETRATECH EC.INC. . : ‘ : : -
1230 Colwmbia St; Snite 750 Chain-of-Custody Record NUMBER: LAB 02651
San Diego, CA 92101
s - FowoesS
: Pr%ct Name - PO Number « o LABORATORY NAME . -
NTERS POINT 1036773-15 s8] 8 o 81 a3l 8 & . Project Information :
Project Location Project Number e 10> B8 A;tf ,\E Fag TESTAMERICA-ST. LOUIS S .
“CT02 . - A 404400020002 5215382 (8% (87 8% = Section
T SN A CE e = =
Sampler Name Airbill Number polCoimo g |Gl |1 118 T TABORATORY ID
Various’ gg u= @ lEm :’,; ok E_’_,;q}
o O O N '\JJ/
Project Chemist Project Chermist Phone Qo g/=3 % © % ®
: -SABINA SUDOKO 949-756-7545 S| B ©
SAMPLE_ID DATE | TIME | Contaiers| LEVEL | TYPE | COMMENTS LOCATION DEPTH. 1QC
U T ’ START | END
02ANPR-1113 212212013 0930 3ps qmMa gy O MM Tt NPR - Paint Chip NPR-1113 NA |NA | N
02ANPR-1138 3/13/2013) 0845 3| sy (4d [ O] O Tt NPR - Concrete NPR-1158 NA [NA | N
Dx? // (/ //‘3 liecWe) LABORATORY INSTRUCTIONS/COMMENTS SAMPLING COMMENTS
e B’ e Tnclude Pr238, Pu239, and Pu240 Date Shipped:  3/14/2013
Time Compary Tnclude Th228, TE230, and TH232 7
—= - - - - Tockede U233, U235, and U238 =
Relinguished hy: (signature)  Date Rei?zved Z;u: oHaure} 3 //é o/ 3 If total Sr exceeds 0.331 pCi/g, then rum Sr-90 by DOE %
o - : > §  SR-03-RCMOD . . : . B K
Congpeny Time omparny F 33 . Tl - 4
g 5% 135 HBLA-0FR wlude Arettewm, ePlymum ¢ Kodwm. |2
Rdigifsked by: (signature) Date Received by: (signature) | SAMPLE CONDITION UPON RECEIPT (FOR LABORATORY) 2
2 TEMPERATURE: SAMPLE CONDITION: COOLER SEAYL: @
Company Time Company i
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TestAmerica St. Louis

s s

2 - Lot#): _ FSLLIOYATL
TestAmerica e R
R R .
THE LEADER IN GNVIRONMENTAL TESTING  CUR Form#t 4 O 5 m

CONDITION UPON RECEIPT FORM
Client:  Tuh Tyl
QuotoNo: {4 401
COCIREANO: 500 [py /o
Initiated By: _ ) Date; &5/' "/ g Time: /d

hipping Information

S,

Shipper: @é‘& MMMMM

Egc ) UPS  DHL Coutler Client Other: Multiple Packages: @ N

Shipping # (s):* Sample Temperature (s);¥#

) 6,

L /SIS 1y pp33es” 6.
2 7, 2, 7.
3 8, 3, &,
4, 9, 4 9,
5 10, 5, 10,
. *¥Sample must be received at 4°C  2°C- If not, note contents below, Temperainre
*Numbered shipping lines correspond to Numbered Sample Temp lines varlanoe does NOT affeot the following: Metals-Liquid; Rad fests- Liquid or Solids;
Perchlorate ’
Condition (Cirole Y for yes, “N” for no and “N/A” for not applicable): -
1. C‘z) N (‘)Aéslg‘x‘;’re custody seals present on the 18 |Y @ Are there oustody seals present on bottles?
N Do custody seals on cooler appear to be @W‘ Do custody seals on bottles appear to be
2 Y <N> N/A tampered with? - 2 | Y N /,@ tampered with?
) Were contents of cooler frisked after Y| Was sample received with proper pH'? (1
3 N opening, but before unpacking? 0. 1Y N @A) not, make note below)
[ . . P 3" Containers for C-14, H-3 & 1-129/131
4, @ N Sample received with Chain of Custody? I, {Y N @) marked with “Do Not Presorve” label?
Does the Chain of Custody match sample ) et L
5, @ N NA ID’s on the container(s)? 12, /gt' N Sample received in proper containers?
i o . P - A .
e ' ) | Headspace in VOA or TOX liquid samples?
6. Y N) Was sample received broken? 13, |Y N N{A (If Yes, note sample 1D’s below)
7. LY)N Is sample volume sufficient for analysis? 14, |Y N @} Was Internal COC/Workshare received?

"For DOR-AL (Pm;tcx, LANL, Sandia) sites, pH of ALL containers received must be verified, EXCRPT VOA, TOX, Qil & Grease and soils,

Notes:  (0ls  LAE 01464
R/

Y

[ 4

[ 57

(=1

/—""‘I
Corrective Action:
I3 Client Contact Name: Informed by:
[ Sample(s) processed “as is”
3 Sample(s) on hold until; o~ If released, notify: -
Project Management Review: Date: 5
THIS FORM MUST BE COMPLETED AT THE TIME THE ITEMS AR BEING CHECKED IN, IR ANY ITEM 1S COMPLETED BY SOMEONE OTHER THAN FHE INTTTATOR, TIEN

THAT PERSON I$ REQUIRED TO APPLY THEIR INITIAL AND THE DATE NEXT TO THAT ITEM.
14 of 14 ADMIN-0004 rov13, REVISED 05/27/11 \Slsvi0 NQAWORMS\ST-LOUTS\ADMINVAdinin-0004 CURSER10435
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Decomp .

DEPARTMENT OF THE ARMY
UNITED STATES ARMY TACOM LIFE CYCLE MANAGEMENT COMMAND
6501 EAST 11 MILE ROAD
WARREN, MICHIGAN 4B387-5000

30 March 2012

Mr. Michael Lafranzo

U.S. Nuclear Regulatory Commission Region III
2442 Warrenville Rd. Suite 210

Lisle, IL 60532-4352

Dear Mr. Lafranzo,

The US Army TACOM LCMC (licensee) requests to have Fort Monroe, VA removed
from NRC BML license no. 21-32838-01. This notification is in accordance with 10 CFR Part
30.36(d) for decommissioning for a site specific location. The licensee considers the Fort
Monroe site (bldg. 261 storage) to fall under Decommissioning Group 1. The licensee will
reutilize the storage site for unrestrictive use. The attached Radiological Historical Site
Assessment and Survey of Fort Monroe, VA Report (February 2012) will show the subject
storage area can be released for unrestricted use. Due to mission requirements at Fort Monroe,
the licensee requests expeditious response for this decommissioning request. The Army cannot
release building 261 for unrestrictive use without NRC approval.

The POC for further information is Mr. Thomas Gizicki, TACOM LCMC Senior Health
Physicist/NRC license Radiation Safety Officer, commercial 586-282-0891, email;
thomas.g.gizicki.civ@mail.mil or the undersigned at 586-282-6194.

ikt § Al

PATRICK J. KELLEY
TACOM LCMC Safety Director

\_3"&“‘
, @%\f
O
e
*\3

Encl

cf: HQ US Army Material Command, AMCPE-SG, LTC Schley, Bldg. 4400, Redstone

Arsenal, 35898 ‘
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RADIOLOGICAL HISTORICAL
SITE ASSESSMENT AND SURVEYS OF
FORT MONROE, VIRGINIA

Final

Prepared for:

U.S. Army Corps of Engineers
Louisville District
Louisville, Kentucky 40201-0059

Prepared by:

Science Applications International Corporation
8301 Greensboro Drive
McLean, Virginia 22102

Contract No. GS-10F-0076J
Delivery Order No. W912QR-12-F-0012
SAIC Project No. 204518.00.000.03.300

February 2012
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1. INTRODUCTION

Fort Monroe, located in Hampton, Virginia, is undergoing closure pursuant to action by the 2005
Base Realignment and Closure (BRAC) Committee. BRAC closure of the installation and transfer from
U.S. Department of Defense (DOD) control necessitates that a comprehensive review be performed to
identify and evaluate potential environmental impacts. This report investigates the historical storage and
use of radioactive materials on Fort Monroe consistent with Section 3.1 of the Multi-Agency Radiation
Survey and Site Investigation Manual (MARSSIM) (DOD 2000). MARSSIM notes that radiological site
evaluations start with the Historical Site Assessment (HSA), which is “an investigation to collect existing
information describing the site’s complete history from the start of site activities to the present time.” The
HSA:

o Identifies potential, likely, or known sources of radioactive material and radioactive
contamination based on existing or derived information

¢ Identifies sites that need further action as opposed to those posing no threat to human health
e Provides an assessment for the likelihood of contaminant migration

¢ Provides information useful to scoping and characterization surveys

e Provides initial classification of the site or survey unit (SU) as impacted or nonimpacted.

There are three possible recommendations that result from an HSA:

e  An action is needed to reduce the risk to human health and the environment

e A decision that the site or area is impacted and that further investigation is needed before a
final decision can be made regarding need for action/final disposition

e The site or area is nonimpacted (i.e., there is no or an extremely low probability of residual
radioactive material being present at the site, such that the site or area can be released without
further action).

1.1 BACKGROUND

Fort Monroe is a military installation located in Hampton Roads, Virginia on Old Point Comfort
where the Hampton Roads Harbor meets the Chesapeake Bay. It dates to the early 1600s and was
initially called Algernourne Fort. The area known as Old Point Comfort has served as the location for at
least four fortifications. Fort Monroe initially served as an element of coastal defenses following the War
of 1812. It was constructed between 1819 and 1834, received its first official U.S. Army garrison on
July 25, 1823, and has been an active installation since that time. Fort Monroe was instrumental during
the Civil War as it was the only Federal military installation in the Upper South to remain under United
States control throughout the Civil War. After the Civil War, 12 separate concrete artillery batteries were
constructed at Fort Monroe between 1891 and 1899 pursuant to the introduction of new wartime
munitions. Since that time, the installation has continually undergone change and growth to meet its
diverse missions. These missions have recently included serving as home base for a number of
commands and activities, including Headquarters, U.S. Army Training and Doctrine Command;
Installation Management Command’s Northeast Region; and the Navy’s Naval Surface Warfare Center
Detachment Norfolk. The missions of each of the former military organizations have been relocated
pursuant to closure of the installation.

1.2 PURPOSE AND SCOPE

The scope of work for this effort consists of the collection and evaluation of information pertaining
to radioactive material storage and use at Fort Monroe, Virginia. Fort Monroe is located at the

Radiological Historical Site Assessment and 1-1 February 2012
Surveys of Fort Monroe, Virginia
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southeastern tip of the Virginia Lower Peninsula between Hampton Roads harbor to the southwest, the
Chesapeake Bay to the east, and Mill Creek to the west. The Fort Monroe property covers approximately
568 acres plus accreted lands (approximately 77 acres). Although the Big Bethel Water Treatment Plan
and Reservoir were previously part of Fort Monroe, these facilities were transferred to Air Force control
in 2006 and are beyond the geographic scope of this HSA. The scope specifically includes evaluation of
potential, likely, or known sources of radioactive material and radioactive contamination at Fort Monroe;
determination as to whether portions of the facility needed further action; providing information useful to
site characterization; and providing an initial classification of the site or individual SUs as impacted or
nonimpacted. Areas identified as impacted were to be subjected to radiological surveys of sufficient
quantity and quality to be carried forward as MARSSIM final status surveys. Preliminary screening-level
derived concentration guideline levels (DCGLs) for impacted areas of structures or surface soils consisted
of U.S. Nuclear Regulatory Commission (NRC) screening levels prescribed in Nuclear Regulation
(NUREG) 1757, Volume 2, Revision 1 (NRC 2006) and “screening levels for clearance” cited in
Table 5-2, Department of the Army Pamphlet 385-24. The most restrictive DCGLs for alpha- and beta-
emitting radionuclides are used for activity of unknown origin pending fractionation of isotopic activity
and the application of isotope-specific values. Further, given that screening level criteria do not exist for
volumetric contamination, the upper bounds of the two standard deviations range for reference area
background is used as initial screening criteria pending development of site-specific volumetric DCGLs if
required.

Radiclogical Historical Site Assessment and 1-2 February 2012
Surveys of Fort Monroe, Virginia
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2. RADIOLOGICAL HISTORICAL SITE ASSESSMENT

The radiological HSA of Fort Monroe consisted of a review of available records and consultation
with personnel who had knowledge of the prior use of radioactive materials and devices on Fort Monroe.
The following sections provide information relative to the HSA.

21 RECORDS REVIEW
Records reviewed included but were not limited to:

¢  Headguarters, US. Army Material Command “Guidance” Document—This document dated
February 2004 Subject: Radiological Surveys of Areas Where NRC-Licensed Commodities or
Radium Containing Commodities Were Present, provides recommendations on the radiological
clearance of Army property.

e US. Army Environmental Records—U.S. Army BRAC 20035, Environmental Condition of
Property Report, Fort Monroe — Hampton, Virginia, November 2006. Section 5.1.7 (NRC
Licenses) of the Final ECP Report (U.S. Army 2006) notes that “Fort Monroe holds no NRC
license (USAEC & Fort Monrce 2005).” In addition, Section 5.8 entitled “Radioactive
Material” states that “Available evidence suggests that radioactive materials were never used,
stored, or disposed of on Fort Monroe with the exception of low-level, sealed source
radiological materials used in the medical and dental clinics for X-ray purposes (USACE
2003).” The “(Environmental Condition of Property) ECP Personnel Interview Questionnaire”
prepared by Mr. Chuck Ketchem, the installation Industrial Hygienist, dated August 24, 2006
also notes that no radioactive materials were on the installation at that time, had been there
previously, or had been stored on the property or on any adjoining property (Ketchem 2006).
In addition, as indicated in Sections 4.3.4 and 5.2.2 of the ECP (U.5. Army 2006}, it is
noteworthy that range operations at Fort Monroe generally preceded the use of radioluminous
tritium night sights, minimizing the potential for such items to serve as a contaminant.

e US. Nuclear Regulatory Commission Records—The NRC Agency-wide Documents Access
and Management System (ADAMS) database system is the official recordkeeping system
through which NRC provides access to publicly available documents. A search of ADAMS for
information relative to the possession or use of licensed materials indicated that the only record
of the use of radioactive material was contained in Amendment 3 to NRC Materials License 19-
30563-01, which permitted the use of Fort Monroe as a storage location for sources consisting
of americium-241 (Am-241) contained in M43A1 Chemical Agent Detectors, nickel-63 (Ni-63)
sources contained in Model GID-3 Chemical Agent Alarms, and Ni-63 contained in chemical
agent monitors (CAMSs) and in improved CAMs.

U.S. Army Soldier and Biological Chemical Command (SBCCOM} NRC License 19-30563-01

l/ was terminated in December 2003 and transferred to Tank-Automotive and Armaments
Command (TACOM) Life Cycle Management Command (LCMC), Rock Island License 12-
00722-06 in January 2004. Due to changes mandated by BRAC 2005, NRC issued a new NRC
license (21-32838-01) to the U.S Army TACOM LCMC, Warren, Michigan in November 2011
and terminated TACOM LCMC, Rock Island License 12-00722-06.

With respect to the potential for residual radioactivity, license requirements mandated leak
testing and the retention of leak test results for a minimum period of 3 years and prohibited
maintenance operations that included or involved any repair or contact with Ni-63 or Am-241
plated sources. Given leak testing that confirmed the absence of leakage, the potential for
residual radioactivity is judged to be sufficiently low as to negate designation of the storage
area as “impacted” as defined in the MARSSIM.

Radiological Historical Site Assessment and 2-1 February 2012
Surveys of Fort Monroe, Virginia
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o LS. Army Public Health Command and Predecessor Organizations—FExtensive radiological
survey reports and related documents published by the U.S. Army Center for Health Promotion
and Preventive Medicine (CHPPM), Aberdeen Providing Ground, Maryland (now the U.S.
Army Public Health Command) and the U.S. Army Environmental Hygiene Agency
(USAEHA), Aberdeen Providing Ground, Maryland, the CHPPM predecessor organization.
These documents, which dated to the mid-1950s, indicated that the use of radioactive materials
and radiation producing devices at Fort Monroe was limited to diagnostic medical X-ray
machines contained in the Health, Dental, and Veterinary Clinics and “use of radioactive
material for in-vitro testing which was authorized by NRC Form 483, Registration Certificate,
In-Vitro Testing with Byproduct Material Under General License, Registration No. 4486,
issued 18 May 1978 with no expiration date.” Subsequent investigation revealed that these
radioactive materials were associated with the BACTEC™ System and that operations actually
took place at McDonald Army Hospital, Fort Eustis, VA, rather than at Fort Monroe and are,
therefore, beyond the scope of this HSA.

Other documents include:

¢ U.S. Army Communications-electronics Command Directorate for Safety tracking data bases
used for accountability of serialized commodities. Search of this data base did not indicate that
serialized commodities were used or stored at Fort Monroe.

» Fort Monrce Human Health Risk Assessment Technical Memorandum, November 2010, which
was prepared by Science Applications International Corporation (SAIC) under contract to the
U.S. Army Corps of Engineers (USACE) Louisville District to evaluate residual site risks. No
mdmanon was contained in this document relative to radiological risk.

o In 2009, NRC issued a Demand for Information relative to possession and control of self-
luminous tritium exit signs. The Army response to this letter supports the conclusion that
tritium exit signs were not present on Fort Monroe (ASO 2009).

2.2 PERSONNEL CONSULTED/INTERVIEWED

Personnel consulted/ interviewed relative to the possession and use of radioactive materials on Fort
Monroe, Virginia, included;

* Mr. Wayne Deason, Health Physicist and Radiation Safety Officer (RSO), U.S. Army Aviation
and Missile Life Cycle Management Command (AM-LCMC), Huntsville, Alabama from 2010
to present indicated that available aviation and missile command records did not reflect the
presence of licensed materials at Fort Monroe nor was Fort Monroe among the list of
installations at which NRC-licensed aircraft engine maintenance was performed on military
rotary wing aircraft (Deason 2011). (This information is reinforced by personal knowledge on
the part of Dennis Chambers, SAIC Senior Health Physicist, who had served as Health
Physicist/RSO for AM-LCMC predecessor commands from 1982 until 1998.) Mr. Keith Rose,
AMCOM Health Physicist/RSO between Messrs. Chambers and Deason, also was consulted
and concurred that no known storage, use, or maintenance of AMCOM radioactive
commodities was known to have occurred at Fort Monroe, Virginia.

#  Mr. Thomas G. Gizicki, Senior Health Physicist/NRC License RSO, TACOM LCMC, Warren,

Michigan, previously from TACOM LCMC, Rock Island, Illinois. Mr. Gizicki confirmed
V {Gizicki 2011) that automatic chemical agent detector alarms (NSN 6665-01-438-3673) and
improved CAMs (6665-01-357-8502) were stored at Fort Monroe pursuant to a Memorandum
of Agreement (MOA) between Joint Task Force Civil Support and TACOM LCMC, Warren,
Michigan from 2007 until January 2011 when the MOA was officially terminated, This MOA
notes that “These detectors and monitors contain the radioactive isotopes of americium-241

Radiological Historical Site Assessment and 2-2 February 2012
Surveys of Fort Monroe, Virginia
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(Am-241) and nickel-63 (Ni-63) that require the establishment of a radiation protection
program for their use and control.” Mr. Gizicki also indicated that no maintenance was
believed to have been performed on these systems at Fort Monroe. Primary and Alternate
Radiation Safety Officers for these items were listed as being Damage Controlman First Class
(SW) Nathan A. Bjorn and Damage Controlman First Class (SW) Tony R. Ellis, respectively.
Attempts to contact these individuals were not successful, although one Navy service member
was specifically noted as being at sea.

e Mr. Craig Goldberg, Chief, Radiation Analysis and Compliance Division, U.S. Army
Communications-Electronics Command, Aberdeen Proving Ground, Maryland (formerly
located at Fort Monmouth, New Jersey) confirmed that the “CECOM Directorate for Safety
searched data bases used for accountability of serialized commodities, ran searches of their
electronic document storage system, and interviewed the most senior HP regarding the possible
use of CECOM commodities at Fort Monroe” and could find nothing to substantiate that
radioactive material under their licenses had been in use at Fort Monroe (Goldberg 2011).

e Mr. Earl J. (Joe) Hart, Health Physicist and Project Manager for Radiological Projects for the
U.S. Army Joint Munitions Command, Rock Island, Illinois, initiated searches of the DOD
Executive Agency for Radioactive Waste’s Waste Information System. This system, which
dates back to the mid-1960s, has no record of the disposal of any radioactive waste from Fort
Monroe, Virginia. Mr. Hart also provided information suggesting that the Navy may have
performed operations involving radioactive materials on Fort Monroe in the recent past (Hart
2011). Additional investigations subsequently confirmed radiological operations in the August
to September 2010 timeframe. (See comments below from Kush et al. 2011.)

¢  Messrs. Gregory R. Komp, Certified Health Physicist (CHP), U.S. Army Radiation Safety
Officer, Headquarters, Department of the Army, and Timothy Mikulski, CHP, Senior Health
Physicist, Headquarters, Department of the Army, provided guidance with respect to the
desired content and level of detail in the radiological HSA for Fort Monroe.

e Mr. John Manfre, Safety Director, U. S. Army Materiel Command (AMC) Redstone Arsenal,
Alabama, and formerly AMC Health Physicist and Radiation Safety Officer, Alexandria,
Virginia, from the mid-1980s until the late 1990s (Manfre 2011). Mr. Manfre advised that the
only radioactive materials of which he had personal knowledge at Fort Monroe consisted of
those table of distribution and allowances (TDA) items (e.g., compasses and watches
containing tritium) that would generally be encountered at each Army facility.

e Mr. Robert S. Reali, PE, Certified Hazardous Materials Manager (CHMM), Fort Monroe
Caretaker Team, BRAC Environmental Coordinator, Fort Monroe, Virginia. Mr. Reali
“provided electronic access to documents for review, including information indicating that no
radioactive materials had been known to the Directorate of Public Works (DPW) as having
been used at Fort Monroe. Materials considered in this evaluation of potential contaminants
included Black Beauty sand blasting media; military vehicles subject to the presence of dials
and gauges with radium-sulfate radioluminescent paint; museum exhibits containing
radioluminous dials and gauges; serialized commodities; and radioluminous exit signs
containing tritium. It was noted that the Army Safety Office had investigated the control of
tritium exit signs pursuant to a January 16, 2009 NRC Demand for Information and associated
March 11, 2009 response (ASO 2009). With respect to Fort Monroe, this investigation
concluded that tritium exit signs were not present on the installation. Mr. Reali also noted that
the absence of radium paint on museum exhibits had been confirmed by long-time employees
and by the museum curator. Mr. Reali also noted that the Army RSO requested an inventory of
smoke detectors in response to which he estimated that there were approximately 820 smoke
detectors contained in family housing units on Fort Monroe (Reali 2011b and 201 1¢).
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e Messrs. Thomas A. Kush (Waterfront Operations, Naval Surface Warfare Center, Carderock
Division, Detachment Norfolk, Virginia), Patrick J. Winters (Radiation Technology Group,
C/6301, Naval Surface Warfare Center, Carderock Division, West Bethesda, Maryland), and
Charles 1. (Joe) Olenik (Radiation Safety Officer, Naval Surface Warfare Center, Carderock
Division, West Bethesda, Maryland) confirmed that they used a number of sources for imaging
investigations, which were conducted during the August to September 2010 timeframe and
provided relevant details. These investigations were accomplished as an integral part of
Chemical, Biological, Radiological, Nuclear and High Yield Explosive (CBRNE) missions.
They involved multiple radiation sources consisting of four National Institute of Standards and
Technology (NIST) sealed sources, two U.S. Department of Energy (DOE) sources, and a
commercial neutron generating system. The NIST sources contained 85 megabecquerels
{(MBq) (2.3 millicuries [mCi]) of cobalt-60; 185 MBq (5§ mCi) of cesium-137; and two each
californium-252 sources with neutron emission rates of 1.96 x 10* and 5.32 x 10° neutrons per
second, respectively. DOE sources possessed for the investigations included a Pacific
Northwest National Laboratory sealed source containing about 110 grams of weapons grade
plutonium metal; an Oak Ridge National Laboratory (ORNL) highly enriched uranium source
with a total activity of about 2.9 mCi; and an SAIC-manufactured 14 million electron volt
Pulsed Elemental Analysis with Neutrons (PELAN) Model IV. The project was completed
such that each of the sources was transferred back to its owning organization on September 17,
2010 (Kush 2010).

Sources were used to test neutron imaging capabilities by placing the camera on the pier and
moving past the pier in a boat with the source(s). Sources were placed in secure storage in
Building 204 when not in use. The imaging investigations lasted approximately 10 days with
all sources being returned to their respective owners on September 17, 2010 when testing was
completed. Given that radioactive materials were limited to sealed sources and that all such
sources were subjected to leak testing as appropriate to confirm the integrity of each source, the
potential for residual radioactivity is limited to the possible presence of neutron activation
products. In addition, it is notable that although radiological surveys were performed by the
project RSO, Mr. Charles J. (Joe) Olenick, available survey information required augmentation
pursuant to evaluation of construction materials potentially impacted by neutron sources.

2.3 RADIOLOGICAL HISTORICAL SITE ASSESSMENT SUMMARY

Historical information relative to use of radioactive materials at Fort Monroe, Virginia indicates
that such use was generally limited to military troop items such as radioluminous watches and compasses,
which all Army organizations possess. Two exceptions have been identified by investigations performed
pursuant to development of this HSA. These exceptions involve the storage of chemical agent detection
devices in Building 261 from 2007 until early 2011 and the storage and use of neutron sources for a
comparatively short duration in August and September 2010. The “Source Path” was specifically used
for movement of the sources from the storage rcom in Building 204 along the pier to area in which they
were loaded onto boats pursuant to testing. It is notable that each of the exceptions occurred subsequent
to issuance of the BRAC 2005 ECP Report, in November 2006 (U.S. Army 2006); thus, information
relative to prior use was consistent with the additional information obtained.

With respect to radionuclides of concern for the two noted operations, although the primary isotope
of interest with respect to storage of chemical agent detection equipment was Ni-63, some detectors
contained Am-241. In addition, although several sealed sources were utilized in Navy testing adjacent to
Buildings 204 and 205, these sources were subjected to confirmatory leak testing such that neutron
activation is the limiting concern with respect to the potential for residual radioactivity. As such, the
isotopes of interest for radiological surveys consist of Ni-63 and Am-241 in Building 261 and neutron
activation products in and around Building 204 impacted storage and test areas.
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3. SURVEY DESIGN

The methodology described in this document has been applied to all accessible areas within the
project scope. '

3.1 THE DECISION

The decision for each individual area with alpha, beta, or gamma count rates that are elevated with
respect to background is whether the area has radiological contaminants present at concentrations that
exceed applicable screening-level DCGLs.

3.2 INPUTS TO THE DECISION

Inputs to the decision as to whether the area in question is contaminated is based on data to include
scan and fixed-point measurements of gross alpha, gross beta, and gamma radioactivity. Levels of
surficial gamma activity generally serving as a qualitative indicator with quantitative measurements of
gross alpha, gross beta, and total low energy beta by liquid scintillation counting proving the basis for
evaluation of each SU. The information contained in the remainder of this section provides the technical
basis for determination as to whether a given area is suitable for release without radiological restrictions.

NUREG-1507 (NRC 1998) and NUREG-1575 (DOD 2000) provide methodology for the
calculation of minimum detectable concentrations (MDCs). The MDC is the minimum concentration of
the contaminant that can be measured with certainty. The MDC of a scan survey “depends on the intrinsic
characteristics of the detector (efficiency, physical probe area, etc.), the nature (type and energy of
emissions) and relative distribution of the potential contamination {(point versus distributed source and
depth of contamination), scan rate, and other characteristics of the surveyor” (DOD 2000). The
assumptions used to calculate walkover survey MDCs in NRC’s NUREG-1507, Minimum Detectable
Concentrations with Typical Radiation Survey Instruments for Various Contaminants and Field
Conditions, are appropriate for this survey. Using 2- by 2-inch (2” x 2”) sodium iodide (Nal) detectors,
the following assumptions apply:

e 27 x 27 Nal background count-rate of 10,700 counts per minute (cpm) on concrete
e 27 x 27 Nal detector count-rate versus. exposure rate values in NUREG-1507, Table 6.3

e An observation interval of 1 second {based on a scan rate of 1.6 feet ({t) per second (0.5 meters
[m] per second) ‘

e A level of performance to yield an index of sensitivity (d’) of 1.38.
3.2.1 Data Review '

Limited radiological data were available for Navy operations performed in the August to September
2010 timeframe. This information was reviewed prior to development of survey protocols.

3.2.2 Background Reference Areas

To account for background conditions and the associated variability, multiple reference areas were
identified consistent with MARSSIM, Section 4.5 and subjected to radiological measurements. Reference
areas were established in nonimpacted portions of Buildings 204 and 205 and in areas along a
nonimpacted pier to establish background conditions. Twenty general area measurements (10 per
instrument) were collected from each reference area to establish background conditions. These
background measurements were compared to survey data obtained from impacted buildings/structures to
determine the levels of radioactivity for each area. Given that background count rates vary significantly
based on the composition of construction materials, site background count rates were collected for a range
of different materials. Reference area survey results are provided in Appendix A, Table A-1.
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3.3 RADIOLOGICAL SURVEYS

Radiological surveys are performed for a variety of reasons: to obtain information to evaluate
whether existing concentrations of site contaminants exceed DCGLs (and as part of the final status survey
[FSS] process); to identify the lateral and vertical extent of identified constituents of potential concern
(COPCs) exceeding DCGLs and, thus, to enable the scope of remedial actions to be defined; and to
evaluate the effectiveness of decontamination. The surveys performed within the impacted buildings at
Fort Monroe address each of these objectives.

Radiological surveys/investigations were conducted on January 9 and 10, 2012 to investigate the
presence of radiological contaminants exceeding background concentrations in the impacted buildings on
Fort Monroe. Radiological investigations included qualitative gamma walkover surveys to identify
potentially elevated areas for further investigation; alpha and beta scan and fixed point measurements for
direct comparison to screening-level DCGLs, removable contamination measurements to confirm the
percentage of total activity that is removable; and collection of swipes for total activity screening by
liquid scintillation counting (LSC) to quantify the removable activity present as a result of the presence of
low-energy beta emitting radionuclides. Project equipment also was monitored to ensure that
contamination, if encountered, was properly controlled.

Detailed survey information for each area surveyed at Fort Monroe is provided in Appendix A.

3.3.1 Study Boundaries

As discussed in Section 2.3 and determined by the HSA, portions of two buildings and the
associated pier at Fort Monroe required classification as “impacted” by radioactive materials as defined
by MARSSIM with all other buildings being classified as “nonimpacted.” “Nonimpacted areas—
identified through knowledge of site history or previous survey information—are those areas where there
is no reasonable possibility for residual radioactive contamination” (DOD 2000). The areas characterized
as impacted are listed in Table 3-1.

Table 3-1. Fort Monroe Impacted Areas
Fort Monroe, Hampton, Virginia

Building Number Current Function/Description
204 Calibration Room
261 NBC Storage and Maintenance Rooms
204 “Source Path” Building 204 Pier and Floating Dock

3.3.2 Gamma Walkthrough

Both impacted buildings were qualitatively evaluated by performing walkthrough surveys with
gamma detectors to identify and investigate areas that exhibit gamma emissions that are potentially
elevated with respect to background. Gamma walkthrough surveys were performed using 2™ x 2” Nal
gamma scintillation detectors. The surveyor advanced at a speed of approximately 1.6 feet/second
(0.5 m/second) while passing the detector in a serpentine pattern approximately 10 centimeters (cm)
(4 inches) above the ground floor surface. Audible response of the instrument was monitored by the
surveyor and locations of elevated audible response, if located, were investigated. Elevated areas are
those in which the count rate exceeds the applicable background count rate for the media of interest
(e.g., concrete, asphalt) by 2,000 cpm. Appropriate scan coverage was achieved for all areas within the
scope of this investigation. No areas of elevated gamma activity were detected.
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3.3.3 Alpha-Beta Scan Surveys

Surficial DCGLs are defined in terms of radionuclide-specific activity per unit area (e.g.,
disintegrations per minute per 100 square centimeters [dpm/100 cm®]) for alpha and beta activity.
Surveys were performed to assess whether alpha or beta emissions exceeded applicable DCGLs. Both
Building 204 and 261 were subjected to scan surveys of the appropriate percentage of the floors, walls
etc. based on the applicable MARSSIM classification of the area involved. (See Section 3.10 and
Table 3.6, [“MARSSIM Suggested Survey Units”]) (DOD 2000). Scan MDCs are included in
Appendix B for the instruments used for the surveys addressed in this report.

3.3.4 Fixed-Point Surveys and Removable Contamination Evaluations

The fixed-point measurements result in units of cpm but have been converted to the units of the
surficial release criteria of dpm/100 cm” with the following equation:

dpm )_ R, — Ry

100 cm? Probe Area

Surficial Activity (
(e (&) 100

Where
R, is the static data point gross count rate (cpm)
R, is the instrument field background count rate (cpm)
& is the instrument 2 7 efficiency (cpm/dpm)
& is the source efficiency
Probe Area is the open area of the detector face (cm®).

For Example, using Sample #4, Galvanized Metal from Building 204 (Table A-2):

Where
R, =278 cpm
Ry =200 cpm (Metal background from Building 203)
& =0.283 cpnv/dpm
£=0.5
Probe Area =125 cm’

100 cm? cpm 125 cm? 440 100 cm?

dpm ) _ 278 cpm ~ 200 cpm dpm
dom) (0-2) 15—

Surficial Activity ( =
(0.283

MARSSIM notes on page 25, that “A source efficiency of 0.5 is recommended for beta emitters
with maximum energies above 0.4 million electron-Volt (MeV). Alpha emitters and beta emitters with
maximum beta energies between 0.15 and 0.4 MeV have a recommended source efficiency of 0.257
(DOD 2000). Based on these recommendations, source efficiencies of 0.25 and 0.5 are used for alpha and
beta, respectively.

Determination of the percentage of total activity that is removable is generally required to verify
that site conditions with regard to the removable fraction are consistent with assumptions integral to the
development of DCGLs. This is accomplished by determining the gross alpha and gross beta removable
activity by swiping an area of approximately 100 cm® with filter paper and then measuring the alpha and
beta activity on the swipe. Limited elevated radioactivity was detected on impacted structures at Fort
Monroe. These measurements confirmed that the beta removable fraction did not exceed 10 percent of
the total activity and was, therefore, consistent with assumptions inherent in development of screening-
level DCGLs.
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Given that evaluation of low-energy beta emitting radionuclides cannot generally be directly
measured by scan or routine fixed point survey measurements using field instrumentation, the activity of
such radionuclides was evaluated by total activity screen by LSC. This is accomplished by swiping an
area of approximately 100 cm® with filter paper and evaluating the amount of activity present on the
swipe. (Although tritium analysis commonly includes the use of swipes dampened with demineralized or
“dead” water, evaluation of the activity of other low-energy beta emitting radionuclides [e.g., Ni-63] does
not commonly require wetting agents for collection. Nonetheless, swipes collected in this survey effort
were dampened.) Radioanalytical laboratory results are contained in Appendix C.
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4. INSTRUMENT USE AND QUALITY ASSURANCE

Survey instruments used for radiological measurements were:

¢ Selected based on the survey instrument’s detection capability for the COPCs present at Fort
Monroe

¢ Calibrated in accordance with manufacturers’ recommendations and American National
Standards Institute (ANSI) N323A, Radiation Protection Instrumentation Test and Calibration
- Portable Survey Instruments (ANSI 1997)

e Calibrated with a NIST traceable source to obtain a quantitative measurement

e Operated and maintained by qualified personnel, in accordance with SAIC Health Physics
Program procedures (e.g., physical inspection, background checks, response/operational
checks). (Calibration and instrument quality assurance [QAJ/quality control {QC] records are in
Appendix D.)

Radiological field instrumentation used for this survey had been calibrated in accordance with
ANSI-N323A within the past 12 months. (Instrumentation is calibrated in accordance with
manufacturer’s recommendations at an interval not to exceed 12 months.) QC checks were performed at
the beginning and end of each day consistent with SAIC Health Physics Procedures. Radiological
instruments operated as designed with no quality problems being experienced. All radiation survey data
obtained during these efforts used radiation measurement instrumentation that achieved all performance
requirements.

The instruments selected for this site included those to be used for the gamma walkthrough surveys
as well as instrumentation to ensure compliance with contamination limits applicable to project
equipment and analytical samples. Field instrumentation used is presented in Table 4-1.

Table 4-1. Survey Instrumentation Used
Fort Monroe, Hampton, Virginia

Measurement Type Detector Type ; Detector Area ] Instrument Model | Detector Model
Alpha/Beta Zinc sulfide (ZnS) 2 _
Scan/Static scintillator 125 cm Ludium 2360 Ludium 43-89

. 2’x 2" Nal gamma *2in (5.1 cm )

Gamma Scan/Static scintillator diameter) Ludlum 2221 Ludium 44-10

* Gamma detectors were generally used for qualitative surveys to identify areas that were potentially elevated with
respect to background; thus, detector area is provided for completeness only.

4.1 PRE-OPERATIONAL CHECKS

Pre-operational checks were performed prior to each use and whenever instrument response became
questionable. Pre-operational steps included:

s  Verifying instrument calibration was current
e Visually inspecting instrument for physical damage that may affect operation

e Performing satisfactory battery check, (manufacturer’s operating instructions defined
satisfactory battery check)

¢ Checking cable connection and cable integrity.
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4.2 OVERVIEW OF ROUTINE INSTRUMENT QUALITY EVALUATIONS
The following provisions were implemented to ensure appropriate survey quality:

¢ Site-specific instrument background was established upon arrival at a site by determining the
mean value of 10 each 2-minute background counts for the Ludlum 43-89 zinc sulfide (ZnS)
alpha/beta plastic scintillator, and 10 each 1-minute source counts for the Ludlum 44-10,

2” x 27 Nal gamma scintillation detector.

¢ Background and source checks were performed at the same location in a reproducible geometry
at the beginning and end of each survey day. There were no occasions during which instrument
response appeared questionable; therefore, additional background and source checks were not
required.

e Radiological field instruments used for collecting fixed point and scan measurements were
performance checked at the beginning and end of each survey day to confirm acceptability and
usability of data collected. No deviations from standards were experienced.

e The Ludlum Model 2360 ratemeter/scaler coupled with a Ludlum Model 43-89 ZnS plastic
scintillator hand-held probe was checked with thorium-230 and strontium-yttrium-90 sources.

e The Ludlum Model 2221 scaler coupled with a 44-10, 27 x 2” Nal Gamma Scintillation
Detector was checked with a cesium-137 source.

e The acceptance criterion for background was a background count rate within two standard
deviations of the mean instrument background. Similarly, the instrument efficiency is
maintained within two standard deviations of the mean.

Sources were stored and handled as specified in SAIC Health Physics Procedures and were shipped
in accordance with U.S. Department of Transportation (DOT) regulations.

4.3 STATIC AND SCAN MINIMUM DETECTABLE CONCENTRATIONS

The MDC is an activity level that a specific instrument and measurement technique will detect
95 percent of the time. Site-specific detection sensitivities (static [i.e., fixed point] and scan MDCs) for
Fort Monroe have been calculated in accordance with the approach detailed in NUREG-1507. These
calculations are provided in Appendix B and are listed in Table 4-2.

Table 4-2. Evaluation of Quantitative Instruments Used
Fort Monroe, Hampton, Virginia

' Background . Sample Total |
Detector Radiation Count Time Background Count Time Efficiency | Secan MDC' Static MDC!
Model of Interest  (minutes) {cpmi | {minutes) (cpm/dpm) | (dpm/ 100 cm’) | (dpm/ 100 cm?)
Ludium 43-89 256 (beta) 0.283 (beta) 887 (beta) 306 (beta)
Alpha/B 2 2

Instrument B P eta 1.6 (alpha) 0.364 (aipha) 85 (alpha) 50 (alpha)
Ludlum 43-88 214 (beta) 0.348 (beta) 787 (beta) 345 (beta)
Instrument F | A\Pha/Beta 2 0.9 (alpha) 2 0.230 (alpha) | 65 (alpha) 42 (alpha)

"The derivation of site-specific MDCs are presented in Appendix B.

Sample counting times may be adjusted in order to obtain desired minimum detectable activity
(MDA) or MDC values. The longer a sample is counted, the lower the MDA/MDC value. Sample count
times are long enough to vield the required sensitivity as a function of the applicable DCGL. As
discussed in Section 4.5, the most restrictive screening-level DCGL values used for the initial evaluation

Radiological Historical Site Assessment and 4-2 February 2012
Surveys of Fort Monroe, Virginia

ED_006787_00018382-00034



of surficial activity at Fort Monroe is 400 dpm/100 cm® for alpha. (The only beta emitting radionuclide of
potential concern was Ni-63 thus no DCGL was applicable to standard beta emissions.)

Swipes were collected for total activity screening by LSC and submitted to a US. Army
radioanalytical laboratory. The laboratory analytical reports and LSC results are contained in Appendix C.
The applicable MDC for LSC analysis was 22 dpm/100 em’.

4.4 RADIOLOGICAL CONSTITUENTS OF POTENTIAL CONCERN

The radiological COPCs at Fort Monroe include Ni-63, Am-241, and a variety of potential
radionuclides associated with neutron activation of construction materials such as wood and painted and
galvanized steel.

4.5 DERIVED CONCENTRATION GUIDELINE LEVELS

The first step in the process of releasing a given room, building, or site is to determine what release
criteria apply. In June 1974, the Atomic Energy Commission (AEC) issued Regulatory Guide 1.86,
Termination of Operating Licenses for Nuclear Reactors (AEC 1974), which provided guidance with respect
to surface contamination limits. (Historically, this NRC document is commonly referred to as “NRC Reg
Guide 1.86” although NRC did not exist at the time that the document was initially produced.) Limits
contained in Reg Guide 1.86 were derived based on detectability rather than being dose- or risk-based with
removable contamination limits equating to 20 percent of the respective total contamination limits.

In 1997, NRC published Title 10, Code of Federal Regulations (CFR), Part 20, Subpart E,
“Radiological Criteria for License Termination,” in the Federal Register (FR) (62 FR 39058). These
regulations included dose-based cleanup levels, also referred to as DCGLs, for releases both with and
without radiological restrictions. Section 20.1402 of Subpart E notes that, “A site will be considered
acceptable for unrestricted use if the residual radicactivity that is distinguishable from background
radiation results in a total effective dose equivalent (TEDE) to an average member of the critical group
that does not exceed 25 mrem (0.25 mSv) per vear, including that from groundwater sources of drinking
water, and the residual radioactivity has been reduced to levels that are as low as reasonably achievable
(ALARA). Determination of the levels which are ALARA must take into account consideration of any
detriments, such as deaths from transportation accidents, expected to potentially result from
decontamination and waste disposal.”

In addition to issuance of radiological criteria for license termination, NRC also performed “generic
modeling” that “addresses residual radioactive contamination inside buildings and in soils.” NUREG-
5512 screening-level DCGLs for structure surfaces were developed based on “building renovation and
normal building occupancy™ scenarios. The building occupancy scenario accounts for exposure to fixed
and removable residual radioactivity on the walls, floor, and ceiling of a decommissioned facility. It
assumes that the building will be used for commercial or light industrial activities (e.g., an office building
or warehouse) and includes the external radiation, inhalation of (re)suspended removable residual
radioactivity; and inadvertent ingestion of removable residual radioactivity. The screening value
represents the surface concentration of individual radionuclides that would be deemed in compliance with
the 25 mrem/year unrestricted release dose limit in 10 CFR 20.1402 and is derived using conservative
assumptions. Given the conservatism built into screening-level DCGLs, analysis to demonstrate that the
dose to the average member of the critical group is ‘[ALARA] is not required” (NRC 2006).

The “Screening Values of Common Radionuclides for Building-Surface Contamination Levels,” as
defined in NRC SECY-98-242, lists “Decommissioning and Demolition (D&D) Screening Values.”
These screening-level DCGLs specified represent the 90" percentile of the output dose distribution
equivalent to 25 mrem/year for each of the listed radionuclides. The NRC staff acknowledged that there
are several areas in which modeling used to develop screening-level DCGLs was overly conservative.
One such area is in the selection of resuspension factors. Consequently, NRC issued guidance in “Re-
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Evaluation of the Indoor Resuspension Factor for the Screening Analysis of the Building Occupancy
Scenario for NRC's License Termination Rule - Draft Report,” NUREG-1720 (NRC 2002), which
recommends a resuspension factor of 1 x 10®m™. SAIC recalculated screening-level DCGLs using D&D
Version 2.1 with the only change being the modification of the value of the resuspension factor to the
‘recommended value of 1x 10° m”. Using a 95 percent confidence level, this change resulted in
derivation of the screening-level DCGLs as specified in Table 4-2. Consistent with NUREG-1757,
Volume 1, Revision 2, Group 2 licensees include those “that can demonstrate compliance with 10 CFR
Part 20.1402 (Radiological criteria for unrestricted use) using the screening methodology.” Given the use
of such criteria for building surveys at Fort Monroe, NRC licensees would reasonably be categorized as
“Group 2 Licensees” (NRC 2006).

Highlighted in Table 4-3, the most restrictive screening level DCGL is 400 dpm/100 cm’ screening
level for Am-241 (alpha) and 1.8 x 10° dpm/100 em’ screening level for Ni-63 (low energy beta).

Table 4-3. Fort Monroe Radiological Constituents of Potential Concern
Fort Monroe, Hampton, Virginia

Screening-Level DCGL’®

Isotope  Half-Life' (dpm/100 cm’)
Am-241 458 years 4.0x 10°
Ni-63° 92 years 1.8 x 10°
Miscellaneous Activation Products Variable Isotope-specific DCGLs

'Radionuclides with atomic numbers exceeding 82 (lead) commonly decay through one or more daughter
products prior to decaying to a stable, non-radicactive, constituent. Daughter products of radiclogical COPCs
will be fully evaluated if the parent is detected.

2NRC Screening level DCGLs adjusted pursuant to Re-Evaluation of the Indoor
Resuspension Factor for the Screening Analysis of the Building Occupancy Scenario
for NRC's License Termination Rule - Draft Report (NUREG-1720) by use of a
resuspension factor of 1 x 10° m™ while maintaining all other parameters constant.

®*Denotes radionuclide with no appreciable gamma emissions.

4.6 DECISION ERRORS

There are two types of decision error: Type I (alpha) and Type I (beta). Type I error is described as
the probability of determining that the median concentration of a particular constituent is below a
criterion when it is actually not (false positive). Type II error is described as the probability of
determining that the median is higher than criteria when it is not (false negative). The probability of
making decision errors can be controlled by adopting an approach called hypothesis testing.

Hp = the median concentration in the SU exceeds that in the reference area by more
than the DCGL.

This means the site is assumed to be contaminated above criteria until proven otherwise. The
Type I ervor, therefore, refers to the probability of determining that the area is below the criterion when it
is really above the criterion (incorrectly releasing the SU). The Type II error refers to the probability of
determining that the area is above the criterion when it is really below the criterion (incorrectly failing to
release the SU).

Based on the above null hypothesis (Hy), that the areas in question exceed DCGLs, lowering the
Type I error decreases the probability of residual contamination exceeding site criteria while increasing
the Type I error would have the inverse effect. By contrast, lowering the Type II error decreases the
probability of releasing an SU in which residual concentrations of contamination are below site criteria.
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Failure to release SUs that achieve standards results in increased costs for the removal of residuals that
actually achieve criteria but does not impact on human health or the environment. Increasing the Type Il
error, by contrast, typically results in increased sampling costs but a reduced probability of failing to release
an SU that actually achieves cleanup criteria.

The Type I error for Fort Monroe has been set at 0.035 and the Type II error has been set at 0.25. This
means that there is a 5 percent probability of erroneously releasing an SU whose true mean is greater than
the DCGL and a 25 percent probability of not releasing a site that has attained the DCGL. This implies that
if the mean is at a concentration that would produce an exposure at the criterion level, there would be a 5
percent probability of erroneously finding it below the criterion or a 25 percent probability of erroneously
finding it to be greater than the criterion.

4.7 RELATIVE SHIFT

The relative shift (A/o) is defined as the A/c where A is the DCGL minus the lower bound of the
gray region (LBGR) and standard deviation (o) is the standard deviation of the contaminant distribution.
MARSSIM recommends that the LBGR initially be set one half of the DCGL, but should be adjusted if
necessary to provide a relative shift value between the recommended range of 1 to 3. The DCGLs for Fort
Monroe have been set to 400 dpm/100 cm? (alpha). Thus A can be found by:

A= DCGL — LBGR

dpm
dpm 400950 o2 dpm
A =400 100 omZ > = 200 100 omZ (alpha)

The value for ¢ can be estimated in a number of ways. Sometimes there is data from the site that
are sufficient to calculate the standard deviation within the SU, o, (Note that o, as used herein, is the
standard deviation at the time of release and after material exceeding applicable criteria are thought to
have been effectively removed). Data may also be available from a reference or background area.
Reference area data can be used to estimate a standard deviation of the contaminant in naturally occurring
background, o,, if the contaminant is present in background. The larger of o, and o, should be used when
calculating relative shift. Consistent with MARSSIM guidance and consistent with experience
implementing MARSSIM, a coefficient of variance of 0.3 (30 percent) was 1n1t1ally used at Fort Monroe.
Thus the standard deviation can be found by:

o = DCGL (30%)

= 400="P"_ 300) = 120—P™_ (aipha)
g = 400750~z (30%) = 120755205 (alpha
As such, the relative shift can be determined as:
relative shift =
200 —10‘%”"‘
relative shiftyppe = —dcm = 1.67
120 —2PM__
100 cm?
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4.8 THE NUMBER OF SAMPLES PER SURVEY UNIT

The calculated value for A/ can be used to obtain the minimum number of samples/measurements
necessary to satisfy requirements using the MARSSIM equation presented below:

_ (Zigt+Zyp)?
~ 3(P.—0.5)2

The calculated value, N, is the combined number of samples/measurements from the reference area
and each SU. Z;_, and Z, are critical values that can be found in MARSSIM, or statistics textbooks and
handbooks, and P, is a measure of probability available from MARSSIM Table 5.1.

Typically, N/2 samples/measurements are collected in each SU and N/2 are collected in the
reference area. That is, N/2 samples/measurements are conducted in each SU and N/2
samples/measurements are conducted in the reference (background) area. However, the statistical
methods are still valid if there are an unequal number of samples/measurements in the SU and reference
areas. A 20 percent increase in this number is recommended to account for lost or unusable
samples/measurements. The calculated values apply to each SU. The number of samples required in each
SU will vary by area.

The number of data points, N, for the WRS test of each combination of reference area and SU is
calculated using Equation 5-1 and Table 5.1 in MARSSIM, given 5 percent Type I error and 25 percent
Type Il error.

_ (Zia 7y p)?
3(P. — 0.5)2

(1,645 + 0.674)?
" 3(0.871014 — 0.5)2

= 13 samples

The uncertainty associated with the calculation, N, should be accounted for during survey planning;
thus, the number of data points is increased by 20 percent and rounded up. This is to ensure there are
sufficient data points to allow for any possible lost or unusable data.

N =13+ 0.2(13) = 16 samples

The 16 samples include the combined samples/measurements from the reference area and one SU.
Therefore a minimum of eight samples/measurements are required in the reference area and eight in each
SU. As noted in Appendix A, a sufficient numbers of samples were collected within each of the buildings
at Fort Monroe.

Given that equal numbers of samples are obtained from the SU and reference area, it was calculated
that eight samples/measurements were required for each. Given the low cost required to obtain fixed point
measurements, the quantity of fixed point measurements was increased to 20 per SU for Building 204 and
the Building 204 Pier and the associated reference areas to assure adequate statistical power. “The
consequence of inadequate power is that an SU that actually meets the release criterion has a higher
probability of being deemed not to meet the release criterion” (DOD 2000). In addition, “When the null
hypothesis is rejected, the power of the test becomes a somewhat moot question” (DOD 2000). As such,
consistent with MARSSIM guidance, retrospective power curves were not developed for the Fort Monroe

Radiological Historical Site Assessment and 4-6 February 2012
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buildings. This is particularly appropriate in that the number of fixed point measurements per SU was
essentially doubled, each of the SUs clearly rejects the null hypothesis, and the number of measurements
required based on actual site conditions was less than the number of measurements obtained.

4.9 CLASSIFICATION OF SURVEY UNITS

Surveys including scoping surveys were designed so that, to the extent practicable, data collected
could be used for the FSS. Because there were limited data available at the time of the initial survey,
certain assumptions were made with regard to survey planning based on the contamination potential of
each SU. These assumptions were used to design the radiological survey so that a sufficient quantity and
quality of data is collected for potential future use in a FSS. The scanning coverage, SU area, and random
versus systematic measurements are the primary issues considered when classifying an SU. Information
from the HSA was the primary source for initial “classification” of SUs.

As described in the MARSSIM, SUs are broken into three classes (Table 4-4). An SU is classified
as a Class 1 SU if it meets any one of the following criteria:

1. The area is or was impacted (potentially influenced by contamination)
2. The area has potential for delivering a dose or risk above criteria

3. There is potential for small areas of elevated activity

4. There is insufficient evidence to classify the area as Class 2 or Class 3.

An SU is classified as a Class 2 unit if:

1. The area has the potential to have been impacted
2. The area has low potential for delivering a dose or risk above criteria
3. There is little or no potential for small areas of elevated activity.

An SU is classified as a Class 3 unit ift

1. The area has only minimum potential for being impacted
2. The area has little or no potential for delivering a dose or risk above criteria
3. There is little or no potential for small areas of elevated activity.

Table 4-4. MARSSIM “Suggested Survey Unit Areas” (DOD 2000)
Fort Monroe, Hampton, Virginia ‘

Classification 3 Suggested Area
Structure: up to 100 m?
Class 1 Land Area: 5p to 2,000 m?
Class 2 Structure: 100 to 1,000 m* ,
Land Area: 2,000 to 10,000 m
Class 3 Structure: No Limit
Land Area: No Limit

4.10 OPTIMIZATION OF DESIGN FOR OBTAINING DATA

The following actions, methods, and techniques were utilized throughout the data collection process
to minimize cost, field effort, and impacts to future associated work:

e Radiological surveys and collected samples were obtained in a defensible manner. Data were
collected and managed so that they will be usable in future area evaluations or investigations, if
appropriate,

Radiological Historical Site Assessment and 4-7 February 2012
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¢ Investigations utilize the graded approach of site investigations. Areas of highest potential were
scrutinized the most, with less effort expended in areas less likely {0 contain the target

contaminants.
4.11 DATA QUALITY OBJECTIVES, QUALITY ASSURANCE, AND QUALITY CONTROL
The following reflect survey quality considerations:
e Laboratory data are of the appropriate quality to be usable after validation

¢ All radiological survey instruments were operated and maintained by qualified personnel, in
accordance with SAIC Health Physics Program procedures

e QA/QC related data from the analytical laboratory are provided in Appendix C

e The QA/QC data that would validate both the instrument survey measurements and the
analytical results are provided in Appendix C.

¢ Instrument calibration data and source calibration data are provided in Appendix D.
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5. SURVEY IMPLMENTATION

As previously noted, surveys were performed to evaluate radiologically impacted areas consisting
of the “Calibration Room” in Building 204, “Source Path” from the source storage area in the Calibration
Room to the end of the pier (i.e., the areas in which neutron sources were stored and used, respectively),
as well as in the “NBC Storage” and “NBC Maintenance” areas of Building 261 (i.e., areas potentially
impacted by the storage of chemical agent detection systems). As such, the survey areas were divided
into three distinct MARSSIM SUs consisting of the calibration room in Building 204, the “Source Path”
external to Building 204 and storage areas inside Building 261. In addition, measurements were obtained
for comparative purposes from nonimpacted reference areas. Although most reference area data was
collected for various construction materials in Building 205, reference counts for painted brick were
obtained from the Building 204 boiler room at the opposite end of the building away from the neutron
source storage room.

Building 204 Neutron Source Storage Room—Radiological surveys of the “Calibration Room™
consisted of gamma scans of the floors and walls to 6 feet above the floors using a Ludlum Model 44-10
27 x 27 Nal scintillation detector coupled with a Ludlum Model 2221 Scaler/Ratemeter. Although these
surveys were performed to qualitatively identify areas for more comprehensive surveys, no such areas of
elevated gamma activity were encountered. Upon conclusion of the gamma measurements, the floors and
walls of the room were subjected to gross alpha/gross beta scan surveys using a Ludlum Model 43-89
dual phosphor scintillation detector coupled with a Ludlum Model 2360 Scaler/Ratemeter to
simultaneously measure both alpha and beta radiation. Gross alpha/gross beta and gamma fixed point
measurements of 2-minute durations subsequently were obtained at 20 random locations along with 2
duplicate readings for QA purposes.

Building 204 Pier/“Source Path”——Radiological surveys of the “Source Path” initially were
accomplished using the general approaches stated above for the “Building 204 Neutron Source Storage
Room” to scan 5 to 10 percent of the surface of the pier with 20 random fixed point measurements also
being collected. Surveys initially indicated that virtually all gross alpha readings appeared to be
potentially elevated especially those from yellow-painted bollards and mooring cleats. As such,
additional surveys were performed to evaluate whether the results were likely the result of radon daughter
product activity rather than neutron-induced activity and a sample was collected, packaged, and shipped
to a fully accredited commercial radiochemistry laboratory for analysis. This composite sample consisted
of large area swipes together with paint chips from areas appearing to be radiologically elevated with
respect to background and was obtained from the southernmost bollard and the middle mooring cleat,
both of which were located on the eastern edge of the pier.

Building 261 “NBC Storage” and “NBC Maintenance” Rooms—Given that Ni-63, the primary
isotope of interest in the NBC rooms, emits low-energy beta particles with energies generally below the
energy threshold of field instruments, measurements consisted of the collection of swipes for evaluation
using a total activity screen by liquid scintillation counting. Pursuant to Army direction, four swipes were
collected from random locations in each room, packaged, and shipped to the Army’s Rock Island Arsenal
Radiological Test Laboratory for analysis. Given that potential radioisotopes of interest included
Am-241, the above-noted swipes for liquid scintillation counting were augmented by gamma and gross
alpha/gross beta scan and measurements with 5 to 10 percent of the surface areas in the rooms being
subjected to scan surveys. In addition, 2-minute fixed point measurements were collected from areas
adjacent to the collection locations for each of the eight liquid scintillation swipes. (Procedures and
instrumentation used for gross alpha/gross beta and gamma surveys were as described above.)
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8. RESULTS AND CONCLUSIONS

Building 261—Building 261 surveys evaluated the presence of elevated radioactivity in the “NBC
Storage” and “NBC Maintenance” rooms in the “HHC Supply Warehouse” as historical information
suggests that these rooms were used for the storage of radioactive materials contained in chemical agent
detection devices (Figure A-3). (Although information suggests that no maintenance of the equipment
took place, both the “NBC Storage” and “NBC Maintenance” rooms were investigated.) Consistent with
direction from the TACOM LCMC, Warren, Michigan Senior Health Physicist/NRC license RSO,
surveys of the cited areas were to include a total of four low-energy beta swipes in each of the two rooms
for a total of eight swipes. Swipes were transported to the Rock Island Arsenal Radiation Test Laboratory,
Rock Island, Illinois 61299 for analysis. The Rock Island Arsenal Radiation Laboratory Radioisotope
Test Results (Rock Island Arsenal 2012) are contained in Appendix C. Results for these analyses reflect
low-energy beta emissions of less than 24 dpmy/100 cm’ for all samples. The concentrations encountered
are multiple orders of magnitude below both the NRC screening level DCGL of 1.8 x 10° dpm/100cm®
(NRC 2006) for Ni-63 and the Army screening leve] for clearance of 6.0 x 10°, which is listed in Table 5-
1, Department of the Army Pamphlet 385-24.

In addition to the collection and analysis of low-energy beta swipes, up to 10 percent of both floors
and wall areas to 6 feet above the floor were subjected to scan surveys and eight (8) each gross
alpha/gross beta fixed point measurements were collected. Fixed point measurement results are contained
in Table A-6. These results reflect levels of gross alpha and gross beta of up to 8 and 670 dpm/100cm?,
respectively, with the stated beta disintegration rates being the result of background variability. For
comparison, the alpha screening level DCGL for Am-241 is 400 dpm/100cm’. Although beta results are
reported for completeness, Ni-63 beta activity is present at energies below the threshold of field
instruments and are, therefore, evaluated using total activity screen by liquid scintillation counting.
Further, given the absence of radiological COPCs with higher energy beta emissions, the DCGL for Ni-63
is the only applicable DCGL for beta-emitting radionuclides. Nonetheless, informationally, it is noted
that the limiting DCGL for beta-emitting radionuclides is commonly that of cobalt-60 at 7,100
dpm/100cm” and that gross beta results detected were at least an order of magnitude below this value.

Conclusion—Evaluation of radiological survey results for impacted areas of Fort Monroe are
compliant with NRC and Army criteria for unrestricted release as specified in Title 10, CFR, Part 20,
Subpart E and in DA Pamphlet 385-24, respectively. Further, the information contained in this report of
Radiological HSA and Surveys of Fort Monroe supports the overall conclusion that residual radioactivity
exceeding stated criteria is not expected on Fort Monroe.
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Table A-6. Building 261 Survey Results'>*
Fort Monroe, Hampton, Virginia

Alpha A

Tile/linoleum 1 2 0 0.00 243.5 0 0.00 0.00
Tile/linoleum 2 2 0 0.00 268 ¢ 0.00 0.00
Painted

gypsum board 3 0 0 0.00 252.5 293 0.00 0.00
Painted

gypsum board 4 2 0 0.00 271 397 0.00 0.00
Tileflinoleum 5 4 0 0.00 3035 0 0.00 0.00
Painted

gypsum board ] 3 0 0.00 319 669 0.00 0.00
Painted

gypsum board 7 6 8 0.02 2945 530 0.00 0.02
Metal door

handle 8 1 0 0.00 2745 330 0.00 0.00

"The 2 pi instrument efficiency for the Ludium Model 43-89 detector coupled with Ludlum Model 2360 scaler is 0.364
and 0.283 for alpha and beta, respectively. Background is variable upon the material. Source efficiency is 0.25 for
alpha radioactivity and 0.50 for beta radioactivity per MARSSIM Section 3.3.4.

2A WRS Test was not required for this SU.

3Building 261 low-energy beta emissions were less than 24 dpm/100cm2 thus these results were within acceptable
surface contamination limits as specified in NUREG-1757, Volume 2, Revision 1 and in U.S. Army PAM 385-24.
Detailed results can be found in Appendix C.

ED_006787_00018382-00043



€LV

| |y
E i — _ ra b
Ea— 9 wide x 12 high 3 t 8 E
Vehicle roli up door 5 7
V 4 9 Mechanical
Misc. NBC NBC
A Storage Storage Maintenance :
\ Women
Ny » Gear Storage
n Mobility Bag Storage
3 22’5 x 1627
12" wide x 14 high : Miso ££ )
‘4 Vehicle roll up door 15C.
Storage C M
en
» Deployment Box Storage I I I | !
m 54'x 18°

*1:
#2:
#3:
#4:
HS:
H6:
#7:
#8:
#9:

Administrative Storage
. 266" x 12
Misc.

»

4 »

247 487 | 487 | 487 | 4g” [ 43 | 487 | 367 | 36”7 | 367 | 367 e 367 | 367 |247 Storage TT T ETT 7T
[ ] | ommmmm ¢ H ] 3 % *1
t ¥ ] ] i ) i)
EE— frm—— v Ll Ll L4 L2 L LE —
[ I} [} t i ] H
> 3 ] L] ] ] ] ]
| || ) |

The control swipe and has no location other than “front office”.

The floor in NBC storage room under where the actual storage cabinet was formerly.
The west wall behind where the actual storage cabinet was formerly.

The middle of the south wall in the NBC storage room.

The interior door handle in the NBC storage room.

The threshold floor just inside the NBC maintenance office door.

Center of floor in NBC maintenance office. )

West wall, 4 ft into room, 4 ft up from floor level. North -»
Wall immediately adjacent to thermostat.

Vestibule

This drawing is not to Scale.

Figure A-3. Building 261 HHC Supply Warehouse
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Table B-1. Instruments MDCs
Fort Monroe, Hampton, Virginia

Instrument

Background Efficiency Scan MDC
Detector | Radiation iepm) (cpmf@pm)
Model of Interest Beta ‘ Alpha | Sample |Background] Beta | Alpha

Ludium 43-898
SN: 221834 Alpha/Beta | 256 16 0.283 | 0.364 2 2 887 85 306 50 89
Ludlum 43-89F i
SN: 173337 Alpha/Beta | 214 0.8 0.230 | 0.349 2 2 767 65 345 42 98
Ludium 44-10 10,700 2 2 2

! N/A N/A N/A
SN: 208816 Gamma (gamma)’ N/A N/A

' Background on concrete.
2 Used for qualitative purposes only.
SN — Serial Number

N/A — Not Applicable

B-5

ED_006787_00018382-00045



APPENDIX C
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| Page 1 of 2
. RADIOISOTOPE TEST RESULTS

RIA-JMTC Radiation Laboratory
{NRC License 12-00722-10)
ROCK ISLAND ARSENAL- JOINT MANUFACTURING and TECHNOLOGY CENTER
Rock Island, IL 61288

Lab Number | Date Rec. Gty Received From Phone Comm DSN Fax Date
R12-0022 1/19/2012 9 Tormn Schnitzius (314) 581-7180 - - 142012012
MATERIAL: AREA WIPE TEST AND/OR AREAWIPES 8§ Ni63

LEAK TEST OF RADIOACTIVE

SOURCE CF BETA EMITTER Non-Standard Samples

For Analyses; See Remarks

CUSTOMER REQUESTING ANALYSIS:

SAIC

Altn: Tom Schnitzius

13397 Lakefront Drive, Suite 100
Earth City, MO 63405

Test results were within acceptable surface contamination limits as specified in US Army PAM 385-24 and 10 CFR
835 Appendix D. Removable surface contamination in excess of those limits listed in the above regulations will be
reported to: '

U.8. Army TACOM LCMC
AMSTA-CSC-Z;

Mailstop: 485

6501 East Eleven Mile Road
Warren, Mi 48397-5000

Phone number:; 586-282-0891/7635

POCs: Ms. Mary Pettit, Laboratory RSO, DSN 793-4865, Comm. (309) 782-4865
Mr. Ronald Lund, Alternate RSO, DSN 793-7925, Comm. (308) 782-7925

Analyst: mip

1st Line Reviewer: ab

David Gantzer

Chief, Materials Laboratory Division

RAD FORM BETA IN, 15 APR 05

C-1
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Page 2 of 2
RIA-JMTC RAD LAB NO. R12-0022

TEST RESULTS

RIA-JMTC RADIATION TEST LABORATORY
Date Received: 1/19/2012

[J ACADA O CAM 1 Other
[J M43A1 Detector ® Improved CAM ISOTOPE: Ni63
Alpha Limit of Detectability (LLD) _ X2= DPM
Beta Limit of Detectability (LLD) _ 24.01 X2 = 48.02  DPM
10 min recheck (LLD) _ 10.44 X2 = 20.88 DPM
Owning CELL S/N | Detector/Monitor Trans Sample ActiviDPM uci Pass
Activity Code |Zetalion
B 261 control w 1 0 0.E+00 YES
B 261 storage S1 w 2 0 0.E+00 YES
B 261 82 W 3 {10 min reck) 0.E+00 YES
0
B 261 53 w 4 0 0.E+00 YES
B 261 S84 w 5 0 0.E+00 YES
8261 maint M1 w 6 0 0.E+00 YES
B 261 M2 w 7 0 0.E+00 YES
B 261 M3 w 8 (10 mig reck) 0.E+00 YES
B 261 M4 w 9 0 0.E+00 YES

*NOTE: Test results less than 2 X LLD will not be reported

REPORTABLE CONTAMINATION LIMITS:
BETA contamination > 1,000 DPM; ALPHA contamination >= 20 DPM; Tritium contamination > 10,000 DPM.

Remarks:
THIS IS NOT A STANDARD ANALYSIS PROCEDURE. Per guidance from
TACOM LCMC License RSO, Tom Gizicki, preparation of these samples consisted
of: the wipe sample plus 2ml of fluid (water) removed from each of the original vials
(refer to R12-0014). Since each vial contained at least 18 ml fluid, and only using 2
ml (or 11% of each sample); increase each LSC result by a factor of 89%. Suspect
samples were rechecked using lab protocols. All samples were undet LLD. These
were originally Ft Monroe Bldg 261, HHC Supply warehouse NBC Storage wipe
samples; email thomas.e.schnitzius@saic.com and also send results to Tom Gizicki

(per TG, this will be funded under his license)
, c-2

RECEIVED APR 0 4 2012
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ATTACHMENT 3
PAINT STUDY/SURVEY
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HPNS NPR Paint Study/Survey 4/26/2013

Location Photo # Gross Alpha CPM Gross Beta CPM
Herrons Head Park bridge rail painted 220 2 163
Herrons Head Park bridge rail unpainted 220 3 125
Herrons Head Park plate ramp to bridge 221 4 144
Herrons Head Park alum. lookout tower 222 8 120
Herrons Head Park alum. lookout tower loc. #2 223 7 155
Herrons Head Park concrete pad @ lookout N/A 3 209
Pier 50 repair facility bollard on pallet right nub 225 17 148
Pier 50 repair facility bollard on pallet left nub 225 21 139
USS Cape Hudson mooring cleat pier 48 N/A 17 144
HPNS Bollard E/W at N. side DD #4 226 7 129
HPNS Pole #2 B-206, top of pole cap 227 27 191
HPNS Pole #2 B-206, side of pole 227 6 138
HPNS Capsan tip of DD #2 top 228 11 194
HPNS Capson tip of DD #2 side 228 5 177
HPNS Bollard N. side DD #2 top 229 18 188
HPNS Bollard N. side DD #2 side 229 5 154
HPNS Silent Hoist N. side DD #2 top 230/231 10 139
HPNS Silent Hoist N. side DD #2 side 230/231 2 114
HPNS Silent Hoist cover N. side DD #2 232 16 180
HPNS painted concrete next to silent hoist 233 11 231
HPNS manhole cover N. side DD #2 234 15 130
HPNS Capsan #E N. side of DD #2 235 25 153
BKG info 1minCT
4/26/2013 Top Of DD #2 Ambient

Observation Alpha Beta

1 1 222

2 1 216

Total 2 438
AVG 1 219
BKG CPM 1 219

Alpha BKG Beta BKG

1

O O =y

219
219
219
219
219
219
219
219
219
219
219
219
219
219
219
219
219
219
219
219
219
219
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Net Alpha CPM  Net Beta CPM  Area Correction

1 -56
2 -94
3 -75
7 -99
6 -64
2 -10
16 -71
20 -80
16 -75
6 -80
26 -28
5 -81
10 -25
4 -42
17 -31
4 -65
9 -80
1 -105
15 -39
10 12
14 -89
24 -66
Instrument Info
LMI 2360 # 253287
43-93 # 244535
CDD: 2/27/2014
Survey Start 9:45

1.12
1.12
1.12
1.12
1.12
1.12
1.12
1.12
1.12
1.12
1.12
1.12
1.12
1.12
1.12
1.12
1.12
1.12
1.12
1.12
1.12
1.12

Eff
0.1
0.1
0.1
0.1
0.1
0.1
0.1
0.1
0.1
0.1
0.1
0.1
0.1
0.1
0.1
0.1
0.1
0.1
0.1
0.1
0.1
0.1

Alpha DPM/100 cm?

11.2
22.4
33.6
78.4
67.2
22.4
178.2
224
179.2
67.2
281.2
56
112
44.8
190.4
44.8
100.8
11.2
168
112
156.8
268.8

Beta DPM/100 cm?
-627.2
-1052.8
-840
-1108.8
-716.8
-112
-795.2
-896
-840
-1008
-313.6
-907.2
-280
-470.4
-347.2
-728
-896
-1176
-436.8
134.4
-996.8
-739.2
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Photo #220 — Herrons Head Park Bridge Rail
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Herrons Head Park Plate Ramp to Bri

Photo #221
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Photo #222 — Herrons Head Park Aluminum Lookout Tower
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Photo #223 — Herrons Head Park Aluminum Lookout Tower Location #2
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Photo #225 — Pier 50 Repair Facility Bollard on Pallet
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Photo #226 — HPNS Bollard E/W at North Side DD #4
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Photo #227 — HPNS Pole #2 B-206
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Photo #228 — HPNS Capson Tip of DD #2
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— HPNS Bollard — North Side of DD #2

Photo #229
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Photo #230 — HPNS Silent Hoist — North Side of DD #2
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Photo #231 — HPNS Silent Hoist — North Side of DD #2
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Photo #232 — HPNS Silent Hoist Cover — North Side of DD #2
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Photo #233 — HPNS Painted Concrete Next to Silent Hoist
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ide of DD #2

North S

HPNS Manhole Cover —

Photo #234
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Photo #235 — HPNS Capsan #E — North Side of DD #2
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RADIATION/CONTAMINATION SURVEY FORM

Dater Time: Model Serial | Calibration | Instrument Total % MDC/MDA + |Background +
8/29/2013 13:00 Inst/Det. | Number | Due Date | % Efficiency | Efficiency | (dpm/100cm2) [{dpm/100cm2)
2360 253275 5282014 1% 35.41% o 8.85% o 56.10 o 66.34
Survey Number: HPS-ME-NPR-014 43-68 147404 By 45.39% By 11.35% | By 209.19 By 1389.30
Prot 10323113 5/102014 & 70.74% a 17.69% | o 5.65 o 0.00
. rotean
Location:  Parcel C By 79.67% | py 19.92% | py 15.05 By 4.27
Surveyor: G Winder
Surveyor Sighature: 2350-1 228712
2/26/2014
44-10 | 245187
Isotopes of Concern: ;
pP o e oot o {37 5140 Static Count Time (s): 5 Minutes (2360)
Ur£09, R8-220; LS-1af, of- 1 Minutes (2350)
Description:  North Pier Material and Equipment
item Number Photo Page Number  Sampie Numbers Description Material
| 014-001 | 3 | 1 I Mooring Cleat 1 ! Metal |
| 014-002 | 3 | 2 I Mooring Cleat 2 I Metal |
| 014-003 [ 3 | 3 | Mooring Cleat 3 | Metal |
[ 014004 | 4 | 4 | Mooring Cleat 4 | Metal |
[ 014005 | 4 | 5 | Mooring Cleat 5 | Metal |
Comments North Pier (Work Area #32) Mooring Cleats: 5 minute Re-Surveys

Page 1of4
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RADIATION/CONTAMINATION SURVEY SUPPLEMENT

SURVEY NUMBER:

HPS-ME-NPR-014

SURVEYOR:

Reviewer:

G. Winder

LOCATION: Parcel

c

Page 2of 4
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Photographs

Survey Number:

HPS-ME-NPR-014

M&E #:

Material:

M&E #:

Material:

M&E #:

Material:

Description:

Description:

Description:

001
Mooring Cleat 1

Metal

002
Mooring Cleat 2

Metal

003
Mooring Cleat 3

Metal

Page 3 of 4
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Photographs

Survey Number: HPS-ME-NPR-014

M&E #:

Material:

M&E #:

Material:

Description:

Description:

004
Mooring Cleat 4

Metal

005
Mooring Cleat 5

Metal

Paged4of 4
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RADIATION/CONTAMINATION SURVEY FORM

Dater Time: Model Serial | Calibration | Instrument Total % MDC/MDA + |Background +
8/30/2013 8:00 Inst/Det. | Number | Due Date | % Efficiency | Efficiency | (dpm/100cm2) |(dpm/100cm2)
2360 253275 5282014 1% 35.41% o 8.85% o 56.10 o 66.34
Survey Number:  HPS-ME-NPR-015 43-68 147404 By 45.39% By 11.35% | By 209.19 By 1389.30
Prot 10323113 5/102014 & 70.74% a 17.69% | « 8.10 a 0.23
. rotean
Location:  Parcel C By 79.67% | py 19.92% | py 15.39 By 4.57
Surveyor:  J. Jackson
Surveyor Sighature: 2350-1 228712
2/26/2014
44-10 | 245187
Isotopes of Concern: ;
P N R Cot3T 5100 Static Count Time (s): 5 Minutes (2360) Elevated
Ur£09, R8-220; LS-1af, of- 1 Minutes (2350)
Description:  North Pier Material and Equipment
item Number Photo Page Number  Sampie Numbers Description Material
| 015-001 | 3 | 1 I Mooring Cleat 6 ! Metal |
| 015-002 | 3 | 2 I Mooring Cleat 7 I Metal |
| 015-003 [ 3 | 3 | Mooring Cleat 8 | Metal |
[ 015004 | 4 | 4 | Mooring Cleat 9 | Metal |
[ 015005 | 4 | 5 | Mooring Cleat 10 | Metal |
I 015006 | 4 | 6 | Mooring Cleat 11 | Metal |
{ 015-007 | 5 | 7 { Mooring Cleat 12 | Metal |
| 015-008 | 5 | 8 ! Mooring Cleat 13 | Metal |
| 015-009 [ 5 | 9 I Macring Cleat 14 | Metal |
[ 015010 | 6 | 10 | Mooring Cleat 15 | Metal |
Comments North Pier (Work Area #32) Mooring Cleats: 5 minute Re-Surveys
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RADIATION/CONTAMINATION SURVEY SUPPLEMENT

SURVEY NUMBER:

HPS-ME-NPR-015

SURVEYOR:

Reviewer:

J. Jackson

LOCATION: Parcel

c
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Photographs

Survey Number: HPS-ME-NPR-015

M&E #:
Description:

Material:

M&E #:
Description:

Material:

M&E #:
Description:

Material:

001
Mooring Cleat 6

Metal

002
Mooring Cleat 7

Metal

003
Mooring Cleat 8

Metal
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Photographs

Survey Number: HPS-ME-NPR-015

M&E #:

Material:

M&E #:

Material:

M&E #:

Material:

Description:

Description:

Description:

004
Mooring Cleat 9

Metal

005
Mooring Cleat 10

Metal

006
Mooring Cleat 11

Metal
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Photographs

Survey Number:

HPS-ME-NPR-015

M&E #:

Material:

M&E #:

Material:

M&E #:

Material:

Description:

Description:

Description:

007
Mooring Cleat 12

Metal

008
Mooring Cleat 13

Metal

009
Mooring Cleat 14

Metal
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Photographs

Survey Number: HPS-ME-NPR-015

M&E #:

Material:

Description:

010

Mooring Cleat 15

Metal
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RADIATION/CONTAMINATION SURVEY FORM

Dater Time: Model Serial | Calibration | Instrument Total % MDC/MDA + |Background +
8/30/2013 8:00 Inst/Det. | Number | Due Date | % Efficiency | Efficiency | (dpm/100cm2) [(dpm/100cm2)
2360 253275 5/28/2014 & 35.41% o 8.85% o 79.02 o 139.86
Survey Number:  HPS-ME-NPR-015 43-68 | 147404 By 45.39% | By 11.35% | py 232.72 By 1726.69
Protean |10323113| 5102014 |8 1072% | o 17.09% | o 810 o 0.23
Location:  Parcel C By 7967% | py 19.92% | py 1539 By 4.57
Surveyor:  J. Jackson
Surveyor Sighature: 2350-1 228712
2/26/2014
44-10 245187
Isotopes of Concern: ;
pP o e oot o {37 5140 Static Count Time (s): 5 Minutes (2360)
Ur£09, R8-220; LS-1af, of- 1 Minutes (2350)
Description:  North Pier Material and Equipment
item Number Photo Page Number  Sample Numbers Description Material
| 015-001 | 3 | 1 I Mooring Cleat 6 ! Metal |
[ 015-002 | 3 | 2 I Mooring Cleat 7 I Metal |
| 015-003 | 3 | 3 | Mooring Cleat 8 { Metal |
[ 015004 | 4 | 4 | Mooring Cleat 9 | Metal |
[ 015005 | 4 | 5 | Mooring Cleat 10 | Metal |
I 015006 | 4 | 6 | Mooring Cleat 11 | Metal |
{ 015-007 | 5 | 7 { Mooring Cleat 12 | Metal |
| 015-008 | 5 | 8 | Mooring Cleat 13 I Metal |
| 015-009 [ 5 | 9 I Macring Cleat 14 I Metal |
[ 015010 | 6 | 10 | Mooring Cleat 15 | Metal |
Comments North Pier (Work Area #32) Mooring Cleats: 5 minute Re-Surveys
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RADIATION/CONTAMINATION SURVEY SUPPLEMENT

SURVEY NUMBER:

HPS-ME-NPR-015

SURVEYOR:

Reviewer:

J. Jackson

LOCATION: Parcel

c
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Photographs

Survey Number: HPS-ME-NPR-015

M&E #:
Description:

Material:

M&E #:
Description:

Material:

M&E #:
Description:

Material:

001
Mooring Cleat 6

Metal

002
Mooring Cleat 7

Metal

003
Mooring Cleat 8

Metal
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Photographs

Survey Number: HPS-ME-NPR-015

M&E #:

Material:

M&E #:

Material:

M&E #:

Material:

Description:

Description:

Description:

004
Mooring Cleat 9

Metal

005
Mooring Cleat 10

Metal

006
Mooring Cleat 11

Metal
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Photographs

Survey Number:

HPS-ME-NPR-015

M&E #:

Material:

M&E #:

Material:

M&E #:

Material:

Description:

Description:

Description:

007
Mooring Cleat 12

Metal

008
Mooring Cleat 13

Metal

009
Mooring Cleat 14

Metal
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Photographs

Survey Number: HPS-ME-NPR-015

M&E #:

Material:

Description:

010

Mooring Cleat 15

Metal
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RADIATION/CONTAMINATION SURVEY FORM

Dater Time: Model Serial | Calibration | Instrument Total % MDC/MDA + |Background +
9/3/2013 7:30 Inst/Det. | Number | Due Date | % Efficiency | Efficiency | (dpm/100cm2) [{dpm/100cm2)
2360 253275 5282014 1% 35.41% o 8.85% o 56.10 o 66.34
Survey Number: HPS-ME-NPR-016 43-68 147404 By 45.39% By 11.35% | By 209.19 By 1389.30
Prot 10323113 5/102014 & 70.74% a 17.69% | o 6.88 o 0.06
. rotean
Location:  Parcel C By 79.67% | py 19.92% | py 16.37 By 5.47
Surveyor: G Winder
Surveyor Sighature: 2350-1 228712
2/26/2014
44-10 | 245187
Isotopes of Concern: ;
pP o e oot o {37 5140 Static Count Time (s): 5 Minutes (2360)
Ur£09, R8-220; LS-1af, of- 1 Minutes (2350)
Description:  North Pier Material and Equipment
item Number Photo Page Number  Sampie Numbers Description Material
| 016-001 | 3 | 1 I Moaoring Cleat 16 ! Metal |
| 016-002 | 3 | 2 I Mooring Cleat 17 I Metal |
| 016-003 [ 3 | 3 | Mooring Cleat 18 | Metal |
[ 016-004 | 4 | 4 | Mooring Cleat 19 | Metal |
[ 016005 | 4 | 5 | Mooring Cleat 20 | Metal |
Comments North Pier (Work Area #32) Mooring Cleats: 5 minute Re-Surveys
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RADIATION/CONTAMINATION SURVEY SUPPLEMENT

SURVEY NUMBER:

HPS-ME-NPR-016

SURVEYOR:

Reviewer:

G. Winder

LOCATION: Parcel

c
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Photographs

Survey Number: HPS-ME-NPR-016

M&E #:

Material:

M&E #:

Material:

M&E #:

Material:

Description:

Description:

Description:
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Metal
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Photographs

Survey Number:

HPS-ME-NPR-016

M&E #:

Material:

M&E #:

Material:

Description:

Description:

004
Mooring Cleat 19

Metal

005
Mooring Cleat 20

Metal
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RADIATION/CONTAMINATION SURVEY FORM

Dater Time: Model Serial | Calibration | Instrument Total % MDC/MDA + |Background +
9/4/2013 7:40 Inst/Det. | Number | Due Date | % Efficiency | Efficiency | (dpm/100cm2) [{dpm/100cm2)
2360 253275 5282014 1% 35.41% o 8.85% o 56.10 o 66.34
Survey Number:  HPS-ME-NPR-017 43-68 147404 By 45.39% By 11.35% | By 209.19 By 1389.30
Prot 10323113 5/102014 & 70.74% a 17.69% | o 8.89 a 0.40
. rotean
Location:  Parcel C By 79.67% | py 19.92% | py 16.06 By 5.17
Surveyor:  J. Jackson
Surveyor Sighature: 2350-1 228712
2/26/2014
44-10 | 245187
Isotopes of Concern: ;
pP o e oot o {37 5140 Static Count Time (s): 5 Minutes (2360) Elevated
Ur£09, R8-220; LS-1af, of- 1 Minutes (2350)
Description:  North Pier Material and Equipment
item Number Photo Page Number  Sampie Numbers Description Material
| 017-001 | 3 | 1,2,3 I Bollard 1 ! Metal |
| 017-002 | 3 | 4,56 I Bollard 2 I Metal |
| 017-003 [ 3 | 7,89 | Bollard 3 | Metal |
] 017-004 | 4 | 10,11,12 ] Bollard 4 | Metal |
| 017-005 [ 4 I 13,14,15,16 | Bollard 5 | Metal |
Comments North Pier (Work Area #32) Bollards: 5 minute Re-Surveys
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RADIATION/CONTAMINATION SURVEY SUPPLEMENT

SURVEY NUMBER:

HPS-ME-NPR-017

SURVEYOR:

Reviewer:

J. Jackson

LOCATION: Parcel C

N ;

o | ::
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Photographs

Survey Number: HPS-ME-NPR-017

M&E #:
Description:

Material:

M&E #:
Description:

Material:

M&E #:
Description:

Material:

001
Bollard 1

Metal

002
Bollard 2

Metal

003
Bollard 3

Metal
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Photographs

Survey Number: HPS-ME-NPR-017

M&E #:
Description:

Material:

M&E #:
Description:

Material:

004

Bollard 4

Metal

005

Bollard 5

Metal
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RADIATION/CONTAMINATION SURVEY FORM

Dater Time: Model Serial | Calibration | Instrument Total % MDC/MDA + |Background +
9/4/2013 7:40 Inst/Det. | Number | Due Date | % Efficiency | Efficiency | (dpm/100cm2) [{dpm/100cm2)
2360 253275 5282014 1% 35.41% o 8.85% o 79.02 o 139.86
Survey Number:  HPS-ME-NPR-017 43-68 147404 By 45.39% By 11.35% | By 232.72 By 1726.69
Prot 10323113 5/102014 & 70.74% a 17.69% | o 8.89 a 0.40
. rotean
Location:  Parcel C By 79.67% | py 19.92% | py 16.06 By 5.17
Surveyor:  J. Jackson
Surveyor Sighature: 2350-1 228712
2/26/2014
44-10 | 245187
Isotopes of Concern: ;
pP o e oot o {37 5140 Static Count Time (s): 5 Minutes (2360) Elevated
Ur£09, R8-220; LS-1af, of- 1 Minutes (2350)
Description:  North Pier Material and Equipment
item Number Photo Page Number  Sampie Numbers Description Material
| 017-001 | 3 | 1,2,3 I Bollard 1 ! Metal |
| 017-002 | 3 | 4,56 I Bollard 2 I Metal |
| 017-003 [ 3 | 7,89 | Bollard 3 | Metal |
] 017-004 | 4 | 10,11,12 ] Bollard 4 | Metal |
| 017-005 [ 4 I 13,14,15,16 | Bollard 5 | Metal |
Comments North Pier (Work Area #32) Bollards: 5 minute Re-Surveys
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RADIATION/CONTAMINATION SURVEY SUPPLEMENT
SURVEY NUMBER: HPS-ME-NPR-017

SURVEYOR: J. Jackson LOCATION: Parcel C

Reviewer:
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Photographs

Survey Number: HPS-ME-NPR-017

M&E #:
Description:

Material:

M&E #:
Description:

Material:

M&E #:
Description:

Material:

001
Bollard 1

Metal

002
Bollard 2

Metal

003
Bollard 3

Metal
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Photographs

Survey Number: HPS-ME-NPR-017

M&E #:
Description:

Material:

M&E #:
Description:

Material:

004

Bollard 4

Metal

005

Bollard 5

Metal
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RADIATION/CONTAMINATION SURVEY FORM

Dater Time: Model Serial | Calibration | Instrument Total % MDC/MDA + |Background +
9/5/2013 7:30 Inst/Det. | Number | Due Date | % Efficiency | Efficiency | (dpm/100cm2) [{dpm/100cm2)
2360 253275 5/28/2014 & 35.41% o 8.85% o 56.10 o 66.34
Survey Number: HPS-ME-NPR-018 43-68 147404 By 45.39% By 11.35% | By 209.19 By 1389.30
Prot 10323113] 51012014 & 70.74% a 17.69% o 7.78 o 0.17
: . rotean
Location:  Parcel C By 79.67% | py 19.92% | By 16.58 By 5.67
Surveyor:  J. Jackson
Surveyor Sighature: 2350-1 228712
2/26/2014
44-10 245187
Isotopes of Concern: ;
pP o e oot o {37 5140 Static Count Time (s): 5 Minutes (2360) Elevated
Ur£09, R8-220; LS-1af, of- 1 Minutes (2350)
Description:  North Pier Material and Equipment
item Number Photo Page Number  Sampie Numbers Description Material
[ o18001 ] 3 | 12,345 | Bollard 6 | Metal |
[ 018002 ] 3 | 8,78 | Bollard 7 | Metal |
[ 018003 ] 3 T 901112 ] Bollard 8 | Metal |
[ 018004 | 4 | 13,14 | Bollard 9 | Metal |
[ 018005 ] 4 | 15161718 ] Bollard 10 | Metal |
Comments North Pier (Work Area #32) Bollards: 5 minute Re-Surveys
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RADIATION/CONTAMINATION SURVEY SUPPLEMENT

SURVEY NUMBER:

HPS-ME-NPR-018

SURVEYOR:

Reviewer:

J. Jackson

LOCATION: Parcel

c
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Photographs

Survey Number:

HPS-ME-NPR-018
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M&E #:
Description:

Material:

M&E #:
Description:

Material:

M&E #:
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Material:
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Photographs

Survey Number: HPS-ME-NPR-018

M&E #:
Description:

Material:

M&E #:
Description:

Material:

004

Bollard 9

Metal

005

Bollard 10

Metal
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RADIATION/CONTAMINATION SURVEY FORM

Dater Time: Model Serial | Calibration | Instrument Total % MDC/MDA + |Background +
9/5/2013 7:30 Inst/Det. | Number | Due Date | % Efficiency | Efficiency | (dpm/100cm2) |[{dpm/100cm2)
2360 253275 5/28/2014 & 35.41% o 8.85% o 79.02 o 139.86
Survey Number: HPS-ME-NPR-018 43-68 147404 By 45.39% By 11.35% | By 232.72 By 1726.69
Protean |10323113| 5M0/2014 |&tol2% | o 1709% | o 7.78 o 917
Location:  Parcel C By 79.67% | py 19.92% | py 16.58 By 5.67
Surveyor:  J. Jackson
Surveyor Sighature: 2350-1 228712
2/26/2014
44-10 245187
Isotopes of Concern: ;
pP o e oot o {37 5140 Static Count Time (s): 5 Minutes (2360)
Ur£09, R8-220; LS-1af, of- 1 Minutes (2350)
Description:  North Pier Material and Equipment
item Number Photo Page Number  Sample Numbers Description Material
[ o18001 ] 3 | 12,345 | Bollard 6 | Metal |
[ 018002 ] 3 | 6,78 | Bollard 7 | Metal |
[ 018003 ] 3 I 9101112 ] Bollard 8 | Metal |
[ 018004 | 4 | 13,14 | Bollard 9 | Metal |
[ 018005 ] 4 | 15161718 ] Bollard 10 | Metal |
Comments North Pier (Work Area #32) Bollards: 5 minute Re-Surveys
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RADIATION/CONTAMINATION SURVEY SUPPLEMENT

SURVEY NUMBER:

HPS-ME-NPR-018

SURVEYOR:

Reviewer:

J. Jackson

LOCATION: Parcel

c
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Photographs

Survey Number:

HPS-ME-NPR-018
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M&E #:
Description:

Material:

M&E #:
Description:

Material:
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Material:
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Page 3 of 4

ED_006787_00018382-00101



Photographs

Survey Number: HPS-ME-NPR-018

M&E #:
Description:

Material:

M&E #:
Description:

Material:
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Metal
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Bollard 10

Metal
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RADIATION/CONTAMINATION SURVEY FORM

Dater Time: Model Serial | Calibration | Instrument Total % MDC/MDA + |Background +
9/6/2013 7:30 Inst/Det. | Number | Due Date | % Efficiency | Efficiency | (dpm/100cm2) [{dpm/100cm2)
2360 253275 5/28/2014 & 35.41% o 8.85% o 56.10 o 66.34
Survey Number: HPS-ME-NPR-019 43-68 147404 By 45.39% By 11.35% | By 209.19 By 1389.30
Prot 10323113] 51012014 & 70.74% a 17.69% o 7.39 o 0.11
: . rotean
Location:  Parcel C By 79.67% | py 19.92% | py 16.53 By 5.62
Surveyor:  J. Jackson
Surveyor Sighature: 2350-1 228712
2/26/2014
44-10 245187
Isotopes of Concern: ;
pP o e oot o {37 5140 Static Count Time (s): 5 Minutes (2360) Elevated
Ur£09, R8-220; LS-1af, of- 1 Minutes (2350)
Description:  North Pier Material and Equipment
item Number Photo Page Number  Sampie Numbers Description Material
[ 019001 ] 3 | 12,345 | Bollard 11 | Metal |
[ 019002 ] 3 | 6,7,8,9 | Bollard 12 | Metal |
[019-003 ] 3 1 10,11,12,13,14,15 | Bollard 13 | Metal |
[ 019004 ] 4 I 16171819 | Bollard 14 | Metal |
[ 019005 | 4 | 20,21,22 | Bollard 15 | Metal |
Comments North Pier (Work Area #32) Bollards: 5 minute Re-Surveys
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RADIATION/CONTAMINATION SURVEY SUPPLEMENT
SURVEY NUMBER: HPS-ME-NPR-019

SURVEYOR: J. Jackson LOCATION: Parcel C

Reviewer:
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Photographs

Survey Number: HPS-ME-NPR-019

M&E #:
Description:

Material:

M&E #:
Description:

Material:

M&E #:
Description:

Material:
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Photographs

Survey Number: HPS-ME-NPR-019

M&E #:
Description:

Material:

M&E #:
Description:

Material:
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Bollard 14
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Bollard 15

Metal
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RADIATION/CONTAMINATION SURVEY FORM

Dater Time: Model Serial | Calibration | Instrument Total % MDC/MDA + |Background +
9/6/2013 7:30 Inst/Det. | Number | Due Date | % Efficiency | Efficiency | (dpm/100cm2) [{dpm/100cm2)
2360 253275 5/28/2014 & 35.41% o 8.85% o 79.02 o 139.86
Survey Number: HPS-ME-NPR-019 43-68 147404 By 45.39% By 11.35% | By 232.72 By 1726.69
Prot 10323113] 51012014 & 70.74% a 17.69% o 7.39 o 0.11
: . rotean
Location:  Parcel C By 79.67% | py 19.92% | py 16.53 By 5.62
Surveyor:  J. Jackson
Surveyor Sighature: 2350-1 228712
2/26/2014
44-10 245187
Isotopes of Concern: ;
pP o e oot o {37 5140 Static Count Time (s): 5 Minutes (2360) Elevated
Ur£09, R8-220; LS-1af, of- 1 Minutes (2350)
Description:  North Pier Material and Equipment
item Number Photo Page Number  Sampie Numbers Description Material
[ 019001 ] 3 | 12,345 | Bollard 11 | Metal |
[ 019002 ] 3 | 6,7,8,9 | Bollard 12 | Metal |
[019-003 ] 3 1 10,11,12,13,14,15 | Bollard 13 | Metal |
[ 019004 ] 4 I 16171819 | Bollard 14 | Metal |
[ 019005 | 4 | 20,21,22 | Bollard 15 | Metal |
Comments North Pier (Work Area #32) Bollards: 5 minute Re-Surveys
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RADIATION/CONTAMINATION SURVEY SUPPLEMENT
SURVEY NUMBER: HPS-ME-NPR-019

SURVEYOR: J. Jackson LOCATION: Parcel C

-193.60
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2048 66.34 -13.15
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e
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Photographs

Survey Number: HPS-ME-NPR-019

M&E #:
Description:

Material:

M&E #:
Description:

Material:

M&E #:
Description:

Material:

001
Bollard 11

Metal

002
Bollard 12

Metal

003
Bollard 13

Metal

Page 3 of 4

ED_006787_00018382-00109



Photographs

Survey Number: HPS-ME-NPR-019
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RADIATION/CONTAMINATION SURVEY FORM

Dater Time: Model Serial | Calibration | Instrument Total % MDC/MDA + |Background +
9/9/2013 7:32 Inst/Det. | Number | Due Date | % Efficiency | Efficiency | (dpm/100cm2) [{dpm/100cm2)
2360 253275 5282014 1% 35.41% o 8.85% o 56.10 o 66.34
Survey Number:  HPS-ME-NPR-020 43-68 147404 By 45.39% By 11.35% | By 209.19 By 1389.30
Prot 10323113 5/102014 & 70.74% a 17.69% | o 8.89 a 0.40
. rotean
Location:  Parcel C By 79.67% | py 19.92% | py 15.56 By 4.72
Surveyor:  J. Jackson
Surveyor Sighature: 2350-1 228712
2/26/2014
44-10 | 245187
Isotopes of Concern: ;
pP o e oot o {37 5140 Static Count Time (s): 5 Minutes (2360) Elevated
Ur£09, R8-220; LS-1af, of- 1 Minutes (2350)

Description:  North Pier Material and Equipment
item Number Photo Page Number  Sampie Numbers Description Material
| 020-001 | 3 | 1,2,3 I Bollard 16 ! Metal |
| 020-002 | 3 | 456,78 I Bollard 17 I Metal |
| 020-003 [ 3 I 9.10,11,12,13,14 | Bollard 18 | Metal |
] 020-004 | 4 I 1516,17,18,19 ] Bollard 19 | Metal |
| 020-005 [ 4 I 2021222324 | Bollard 20 | Metal |

Comments North Pier (Work Area #32) Bollards: 5 minute Re-Surveys
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RADIATION/CONTAMINATION SURVEY SUPPLEMENT
SURVEY NUMBER: HPS-ME-NPR-020

SURVEYOR: J. Jackson LOCATION: Parcel C

BN

1328

Reviewer:
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Photographs

Survey Number: HPS-ME-NPR-020

M&E #:
Description:

Material:

M&E #:
Description:

Material:

M&E #:
Description:

Material:

001
Bollard 16

Metal

002
Bollard 17

Metal

003
Bollard 18

Metal
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Photographs

Survey Number: HPS-ME-NPR-020

M&E #:

Material:

M&E #:

Material:

Description:

Description:

004

Bollard 19

Metal

005

Bollard 20

Metal
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RADIATION/CONTAMINATION SURVEY FORM

Dater Time: Model Serial | Calibration | Instrument Total % MDC/MDA + |Background +
9/9/2013 7:32 Inst/Det. | Number | Due Date | % Efficiency | Efficiency | (dpm/100cm2) [{dpm/100cm2)
2360 253275 5282014 1% 35.41% o 8.85% o 79.02 o 139.86
Survey Number:  HPS-ME-NPR-020 43-68 147404 By 45.39% By 11.35% | By 232.72 By 1726.69
Prot 10323113 5/102014 & 70.74% a 17.69% | o 8.89 a 0.40
. rotean
Location:  Parcel C By 79.67% | py 19.92% | py 15.56 By 4.72
Surveyor:  J. Jackson
Surveyor Sighature: 2350-1 228712
2/26/2014
44-10 | 245187
Isotopes of Concern: ;
pP o e oot o {37 5140 Static Count Time (s): 5 Minutes (2360) Elevated
Ur£09, R8-220; LS-1af, of- 1 Minutes (2350)

Description:  North Pier Material and Equipment
item Number Photo Page Number  Sampie Numbers Description Material
| 020-001 | 3 | 1,2,3 I Bollard 16 ! Metal |
| 020-002 | 3 | 456,78 I Bollard 17 I Metal |
| 020-003 [ 3 I 9.10,11,12,13,14 | Bollard 18 | Metal |
] 020-004 | 4 I 1516,17,18,19 ] Bollard 19 | Metal |
| 020-005 [ 4 I 2021222324 | Bollard 20 | Metal |

Comments North Pier (Work Area #32) Bollards: 5 minute Re-Surveys
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RADIATION/CONTAMINATION SURVEY SUPPLEMENT

SURVEY NUMBER:

HPS-ME-NPR-020

SURVEYOR:

Reviewer:

J. Jackson

LOCATION: Parcel

c
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Photographs

Survey Number: HPS-ME-NPR-020

M&E #:
Description:

Material:

M&E #:
Description:

Material:

M&E #:
Description:

Material:

001
Bollard 16

Metal

002
Bollard 17

Metal

003
Bollard 18

Metal
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Photographs

Survey Number: HPS-ME-NPR-020

M&E #:

Material:

M&E #:

Material:

Description:
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